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  Owner’s Certification   

Project Owner’s Certification 

 

This Water Quality Management Plan (WQMP) has been prepared for GrandT‐1, Inc. by Transtech 

Engineers, Inc. The WQMP is intended to comply with the requirements of the City of Grand Terrace and 

the County of San Bernardino and the NPDES Areawide Stormwater Program requiring the preparation of a 

WQMP. The undersigned, while it owns the subject property, is responsible for the implementation of the 

provisions of this plan and will ensure that this plan is amended as appropriate to reflect up‐to‐date 

conditions on the site consistent with San Bernardino County’s Municipal Storm Water Management 

Program and the intent of the NPDES Permit for San Bernardino County and the incorporated cities of San 

Bernardino County within the Santa Ana Region. Once the undersigned transfers its interest in the 

property, its successors in interest and the city/county shall be notified of the transfer. The new owner will 

be informed of its responsibility under this WQMP. A copy of the approved WQMP shall be available on 

the subject site in perpetuity. 

 

“I certify under a penalty of law that the provisions (implementation, operation, maintenance, and funding) 

of the WQMP have been accepted and that the plan will be transferred to future successors.” 

.

Project Data 

Permit/Application 

Number(s): 
C.U.P. 19‐01  Grading Permit Number(s):             

Tract/Parcel Map 

Number(s): 
  Building Permit Number(s):             

CUP, SUP, and/or APN (Specify Lot Numbers if Portions of Tract): CUP 19‐01 
APN NO.s  

0275‐191‐06, 0275‐191‐30 

Owner’s Signature 
Owner Name: Patrick O’Brien 

Title  Owner 

Company  GrandT‐1, Inc 

Address 
1040 South Mount Vernon Avenue, Suite G‐285 

Colton, CA 92324 

Email  pobrien@me.com 

Telephone #  909‐319‐2106 

Signature    Date             
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Project Data 
Permit/Application 

Number(s): 
C.U.P. 19‐01  Grading Permit Number(s):             

Tract/Parcel Map 

Number(s): 
  Building Permit Number(s):             

CUP, SUP, and/or APN (Specify Lot Numbers if Portions of Tract):  CUP 19‐01 
APN NO.s 0275‐191‐06, 

0275‐191‐30 

 
“The selection, sizing and design of stormwater treatment and other stormwater quality and quantity control 
measures in this plan were prepared under my oversight and meet the requirements of Regional Water Quality 
Control Board Order No. R8‐2010‐0036.” 

 
Engineer:  David Ragland  PE Stamp Below 

 

 

Title  Project Engineer 

Company  Transtech Engineers, Inc. 

Address  413 Mackay Drive, San Bernardino, CA 92408 

Email  david.ragland@transtech.org 

Telephone #  (909) 384‐7464 

Signature   

Date   
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Section 1  Discretionary Permit(s) 

Form 1‐1 Project Information 

Project Name     Grand Terrace Fleet Yards 

Project Owner Contact Name:  Patrick O’Brien 

Mailing 

Address:   

1040 South Mount Vernon Avenue, #G285 

Colton, CA 92324 

E‐mail 

Address:  
pobrien@me.com  Telephone:  

  (909) 319‐

2106 

Permit/Application Number(s):    C.U.P. 19‐01 
Tract/Parcel Map 

Number(s):   
Not Applicable 

Additional Information/ 

Comments: 
N/A 

Description of Project: 

The Applicant is requesting a determination of use from the City of Grand Terrace (“City”) in 

order to confirm that the proposal  to entitle and develop the approximate 22‐acre subject 

property (“Site”) for use as an industrial truck and trailer storage facility (“Project”) is similar 

in nature and consistent with currently permitted uses under the City’s Zoning Code.     The 

Site is currently zoned Heavy Industrial (M‐2), with a small portion of the northern boundary 

within  an  Agricultural Overlay  District  (AG).    The majority  of  the  Site  (20  acres) would  be 

utilized for the Project’s storage facilities.  

Under the City’s current zoning ordinance, the Site is classified as Heavy Industrial (M‐2) with 

a  Flood  Plan Overlay  (AG).    The  City’s General  Plan  designates  the  Site  as  Industrial.    The 

truck and trailer storage uses proposed by the Project are not expressly authorized in the M‐

2 and AG Zones.   However, Section 18.40.020, subdivision  (S) of  the Zoning Code provides 

that  the  Planning  Commission  has  the  authority  to  classify,  as  permitted,  a  use  that  is 

“similar  in nature”  to a use expressly  listed  in  the Code.   The Project’s proposed  industrial 

truck and  trailer  storage  facility use  is  “similar  in nature”  to  several permitted uses within 

the  M‐2  Zone,  including,  without  limitation,  the  following:    Automotive  related  services; 

Contractor’s  office  and  storage  yards;  Heavy  equipment  sales  and  service;  Public  storage 

facilities;  and,  Wholesale  storage  and  distribution  facilities.    (Zoning  Code,  §§  18.40.020, 

subds. (B), (G), (H), (Q).)  Therefore, in accordance with Section 18.40.020, subdivision (S) of 

the Zoning Code, the City Planning Commission can determine the Project to be a permitted 

use within the M‐2 Zone.   In addition, to the project being similar  in nature to a permitted 

use, it is similar in nature and consistent with surrounding uses.   

The subject property is designated Industrial with an Agricultural Overlay.  The Site is one of 

the w parcels  in the area designated as  Industrial with an Agricultural Overlay, further, the 

subject property is unique in that it also is  impacted with flood plain conditions, significant 

overhead  utility  transmission  lines,  towers  and  easements  (affecting  approximately  1/3  of 

the site) and adjacent to a major flood control channel (Santa Ana River) and two(2) rail road 

corridors,  thereby  separated  by  a  private  roadway  easement  abutting  only  two  privately 

owned parcels. 

A maximum of 650  total  semi‐trailers,  shipping and  storage  containers  and  chassis will  be 
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stored on the Site at any given time.  There will be five (5) total employees assigned to the 

Site whose duties will include, among other things, internal transportation of trailers, chassis 

and storage containers and general operation of the Project facilities.   

The  proposed  improvements  for  the  Project  shall  consist  of  perimeter  fencing,  a  paved 

entrance  and  turn  around  area,  security  cameras,  landscaping,  and  an  acceptable  parking 

surface for the  interior areas of the site to be utilized for storage of semi‐trailers, shipping 

and  storage  containers,  chassis  and  related equipment.    The Applicant will  conduct  street 

sweeping  as  necessary  and  consider  installation  of  temporary metal  shaker  plates  at  the 

Site’s entrance/exit to minimize and eliminate track out.   The storage containers and chassis 

do not contain oil, except in sealed axles which are covered by wheel hubs and do not leak 

thereby preventing any impacts to soil or hardscape surfaces. 

Above  ground  infiltration  basins will  be  utilized  to  capture,  store  and  infiltrate  the  design 

capture  stormwater  runoff  volume  (DCV).  Project  site’s  proposed  impervious  surfaces will 

include paved access and fire road, parking lot, office modular and associated hardscape and 

the shed. The remining portion of the site will be landscaped or surfaced with gravel or slag 

material and remain pervious. Runoff  from each the drainage areas will be directed to the 

infiltration basins. Due to the large area available for stormwater infiltration, the basins will 

be  quite  shallow,  i.e.  less  than  one  foot  in  depth  in  order  to  retain  the  design  capture 

volume. 

Provide summary of Conceptual 

WQMP conditions (if previously 

submitted and approved). Attach 

complete copy. 

N/A 
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Section 2  Project Description 
2.1  Project Information 
This section of the WQMP should provide the information listed below. The information provided for 

Conceptual/ Preliminary WQMP should give sufficient detail to identify the major proposed site design and LID 

BMPs and other anticipated water quality features that impact site planning. Final Project WQMP must 

specifically identify all BMP incorporated into the final site design and provide other detailed information as 

described herein.   

The purpose of this information is to help determine the applicable development category, pollutants of 

concern, watershed description, and long‐term maintenance responsibilities for the project, and any applicable 

water quality credits. This information will be used in conjunction with the information in Section 3, Site 

Description, to establish the performance criteria and to select the LID BMP or other BMP for the project or 

other alternative programs that the project will participate in, which are described in Section 4.  

Form 2.1‐1  Description of Proposed Project 

1 Development Category (Select all that apply): 

 Significant re‐development 

involving the addition or 

replacement of 5,000 ft2 or 

more of impervious surface on 

an already developed site 

New development involving 

the creation of 10,000 ft2 or 

more of impervious surface 

collectively over entire site 

 Automotive repair 

shops with standard 

industrial classification (SIC) 

codes 5013, 5014, 5541, 

7532‐ 7534, 7536‐7539 

Restaurants (with SIC 

code 5812) where the land 

area of development is 

5,000 ft2 or more 

  Hillside developments of 

5,000 ft2 or more which are 

located on areas with known 

erosive soil conditions or 

where the natural slope is 

25 percent or more 

  Developments of 2,500 ft2 

of impervious surface or more 

adjacent to (within 200 ft) or 

discharging directly into 

environmentally sensitive areas 

or waterbodies listed on the 

CWA Section 303(d) list of 

impaired waters. 

  Parking lots of 5,000 ft2 

or more exposed to storm 

water 

  Retail gasoline outlets 
that are either 5,000 ft2 or 

more, or have a projected 

average daily traffic of 100 

or more vehicles per day 

  Non‐Priority / Non‐Category Project   May require source control LID BMPs and other LIP requirements. Please consult with local 

jurisdiction on specific requirements. 

2 
Project Area (ft2):   

956,865 

22.0 Acres 
3 
Number of Dwelling Units:  N/A  4

 SIC Code:    4226 

5 
Is Project going to be phased?  Yes     No     If yes, ensure that the WQMP evaluates each phase as a distinct DA, requiring LID 

BMPs to address runoff at time of completion.   

6 
Does Project include roads?  Yes   No    If yes, ensure that applicable requirements for transportation projects are addressed (see 

Appendix A of TGD for WQMP)   
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2.2  Property Ownership/Management 
Describe the ownership/management of all portions of the project and site.  State whether any infrastructure 

will transfer to public agencies (City, County, Caltrans, etc.) after project completion. State if a homeowners or 

property owners association will be formed and be responsible for the long‐term maintenance of project 

stormwater facilities. Describe any lot‐level stormwater features that will be the responsibility of individual 

property owners. 

Form 2.2‐1 Property Ownership/Management 

Describe property ownership/management responsible for long‐term maintenance of WQMP stormwater facilities: 

The property is currently owned by GrandT‐1 Inc.. The owner is also the developer of the project. The owner will be responsible for 

the funding and implementation of all required BMPs. Upon completion of construction, the owner will commence with the 

rental/leasing program for the trailer storage operations. The owner will continue to own and manage the project. To assure long 

term maintenance of the water quality facilities, a Covenant and Agreement entilted "Stormwater Treatment Device and Control 

Measure Access and Maintenance Agreement" will be recorded. This document will be recorded and run with the property and will 

be subject to any future owners of the property. 

There are no onsite public street improvements proposed for the project. Widening and improvments to Terrace Avenue from 

Barton Road to the project site may be necessary. These improvements would be public and transferred to the City upon 

completion. A property owner’s association will not be formed for long‐term maintenance of the project’s stormwater facilites. 

 
GrandT‐1, Inc. 
1040 South Mount Vernon Avenue, Suite G285 
Colton, CA 92324 
Phone: (909) 319‐2106 
Contact: Patrick O’Brien  
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2.3  Potential Stormwater Pollutants 
Determine and describe expected stormwater pollutants of concern based on land uses and site activities (refer 

to Table 3‐3 in the TGD for WQMP). 

Form 2.3‐1 Pollutants of Concern 

Pollutant 
Please check:   

E=Expected, N=Not 
Expected 

Additional Information and Comments 

Pathogens (Bacterial / Virus)  E    N   

Elevated pathogens are typically caused by the transport of human or 
animal fecal wastes from the watershed. Runoff that flows over land 
such as urban runoff can mobilize pathogens, including bacteria and 
viruses. Bacterial indicators are routinely detected in pavement runoff. 

Nutrients ‐ Phosphorous  E    N   
Primary source of nutrients and phosphorous are typically caused by 
excessive and careless use of fertilizers and eroded soils. 

Nutrients ‐ Nitrogen  E    N   
Primary source of nutrients and nitrogen are typically caused by 
excessive and careless use of fertilizers and eroded soils. 

Noxious Aquatic Plants  E    N    An expected pollutant if landscaping exists on‐site. 

Sediment  E    N   
Sediments are generally caused by eroded soils, transport of sediment 
not properly contained and poorly maintained landscape and 
pavements. 

Metals  E    N    Associated with car and truck use, tires and brake pads. 

Oil and Grease  E    N   

Primary sources of oil and grease are petroleum hydrocarbon products,
motor products from leaking vehicles, esters, oils, fats, waxes, and high 
molecular‐weight fatty acids that can disperse from improperly 
disposed garbage. 

Trash/Debris  E    N   

Trash and other debris including paper, plastic, foam, aluminum, 
leaves, cut grass and food wastes from poorly managed trash 
containers, parking lot and pedestrian area dumping, and outdoor food 
preparation areas. 

Pesticides / Herbicides  E    N   

Pesticides and hebicides are commonly used for landscaping and pest 
control around multi family projects and any landscaping associated 
with commercial and industrial projects. Care should be taken to 
minimize their use as much as possible and apply according to the 
manufacture's specifications. 

Organic Compounds  E    N   

Sources of organic compounds include waste handling areas and 
vehicle and landscape maintanence areas. Care should be taken to 
ensure that when cleaning and rinsing dirt, grease and grime from 
vehicles and equipment, cleaning fluids and rinse water is not 
discharged into storm drains. 

Other:             E    N   
           

 

Other:             E    N               

Other:             E    N               
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2.4  Water Quality Credits 
A water quality credit program is applicable for certain types of development projects if it is not feasible to meet 

the requirements for on‐site LID. Proponents for eligible projects, as described below, can apply for water 

quality credits that would reduce project obligations for selecting and sizing other treatment BMP or 

participating in other alternative compliance programs. Refer to Section 6.2 in the TGD for WQMP to 

determine if water quality credits are applicable for the project. 

Form 2.4‐1 Water Quality Credits 

1 
Project Types that Qualify for Water Quality Credits: Select all that apply 

 Redevelopment projects that 

reduce the overall impervious 

footprint of the project site. 

[Credit = % impervious reduced] 

Higher density 

development projects  

Vertical density [20%] 

7 units/ acre [5%] 

 Mixed use development, 

(combination of residential, 

commercial, industrial, office, 

institutional, or other land uses 

which incorporate design principles 

that demonstrate environmental 

benefits not realized through single 

use projects) [20%] 

Brownfield 

redevelopment 

(redevelop real property 

complicated by presence 

or potential of hazardous 

contaminants) [25%] 

  Redevelopment projects in 

established historic district, 

historic preservation area, or 

similar significant core city center 

areas [10%] 

  Transit‐oriented 

developments (mixed use 

residential or commercial 

area designed to maximize 

access to public 

transportation) [20%] 

 In‐fill projects (conversion of 

empty lots & other underused 

spaces < 5 acres, substantially 

surrounded by urban land uses, into 

more beneficially used spaces, such 

as residential or commercial areas) 

[10%] 

  Live‐Work 

developments (variety of 

developments designed 

to support residential and 

vocational needs) [20%] 

2 
Total Credit % N/A (Total all credit percentages up to a maximum allowable credit of 50 percent) 

Description of Water Quality 

Credit Eligibility (if applicable) 

 

Not Applicable 

Other:             E    N               

Other:             E    N               
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Section 3  Site and Watershed Description 
Describe the project site conditions that will facilitate the selection of BMP through an analysis of the physical 

conditions and limitations of the site and its receiving waters. Identify distinct drainage areas (DA) that collect 

flow from a portion of the site and describe how runoff from each DA (and sub‐watershed DMAs) is conveyed 

to the site outlet(s). Refer to Section 3.2 in the TGD for WQMP. The form below is provided as an example. 

Then complete Forms 3.2 and 3.3 for each DA on the project site. If the project has more than one 

drainage area for stormwater management, then complete additional versions of these forms 

for each DA / outlet.  See Appendix A for Site Photos 

Form 3‐1  Site Location and Hydrologic Features 

Site coordinates take GPS 
measurement at approximate center 

of site 
Latitude 34°02’32.41”  Longitude 117°19’44.24”  Thomas Bros Map page 646 

1 
San Bernardino County climatic region:       Valley     Mountain 

2 
Does the site have more than one drainage area (DA):  Yes     No  If no, proceed to Form 3‐2. If yes, then use this form to show a 

conceptual schematic describing DMAs and hydrologic feature connecting DMAs to the site outlet(s). An example is provided below that can be 

modified for proposed project or a drawing clearly showing DMA and flow routing may be attached
 

 

   

 

 

Conveyance  Briefly describe on‐site drainage features to convey runoff that is not retained within a DMA 
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DA1 DMA C flows to 

DA1 DMA A 

Ex. Bioretention overflow to vegetated bioswale with 4’ bottom width, 5:1 side slopes and bed slope of 0.01. Conveys 

runoff for 1000’ through DMA 1 to existing catch basin on SE corner of property  

DA1 DMA A 

Drainage management area A is the area on the westerly portion of the site and including the private 

access road. Runoff will continue to flow from south to north.  The water quality “first flush” Runoff 

from the private street will be diverted to a water quality infiltration basin. The large event storm 

runoff will continue as sheet flow across the northern portion of the site towards the Santa Ana River, 

thus mimicking the existing conditions. 

DA 2 DMA A and  

DMA B 

DA 2 will continue to allow runoff to flow south to north. However, runoff from half of the paved 

access road will be diverted southerly by the crown in the road to shallow water quality infiltration 

basins located along the southerly portion of the road. Since most of the proposed parking areas will be 

surfaced with pervious materials such as slag, runoff from the water quality storm event will be 

minimal from these areas since most precipitation from the water quality storm event will infiltrate 

directly into the ground.  During large storm events, once the water quality volume has been reached 

flows will ultimately continue to drain the Santa Ana River. 

DA 3 DMA A and  

DMA B 

As with DA 3 will continue to allow runoff to flow south to north. However, runoff from half of the 

access road will be diverted southerly to shallow water quality infiltration basins located along the 

southerly portion of the road. Since most of the proposed parking areas will be surfaced with pervious 

materials such as slag, runoff from the water quality storm event will be minimal from these areas 

since most precipitation from the water quality storm event will infiltrate directly into the ground. 

During large storm events, once the water quality volume has been reached flows will ultimately 

continue to drain the Santa Ana River. 
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Form 3‐2 Existing Hydrologic Characteristics for Drainage Area 1  

For Drainage Area 1’s sub‐watershed DMA, 

provide the following characteristics
  DMA A  DMA B  DMA C  DMA D 

1 
DMA drainage area (ft2)  90,129                           

2 
Existing site impervious area (ft2)

  14,199          
 

         

3
 Antecedent moisture condition For desert 

areas, use 

http://www.sbcounty.gov/dpw/floodcontrol/pdf/2

0100412_map.pdf
 

AMC 2             
 

         
 

4
 Hydrologic soil group  Refer to Watershed 

Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ 

A
             

 
         

 

5 Longest flow path length (ft)
  572          

 
         

6
 Longest flow path slope (ft/ft)

  .01                          

7
 Current land cover type(s) Select from Fig C‐3 

of Hydrology Manual
 

Grass
                           

8
 Pre‐developed pervious area condition: 

Based on the extent of wet season vegetated cover 

good >75%; Fair 50‐75%; Poor  <50% Attach photos 

of site to support rating 

Fair                           
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Form 3‐2 Existing Hydrologic Characteristics for Drainage Area 2 

(use only as needed for additional DMA w/in DA 1) 
For Drainage Area 1’s sub‐watershed DMA, 

provide the following characteristics
  DMA A  DMA B     

1 
DMA drainage area (ft2)  342,326  193,694                         

2 
Existing site impervious area (ft2)

                               
 

         

3
 Antecedent moisture condition For desert 

areas, use 

http://www.sbcounty.gov/dpw/floodcontrol/pdf/2

0100412_map.pdf
 

AMC 2
 

AMC 2
 

         
 

         
 

4
 Hydrologic soil group  Refer to Watershed 

Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ 

A
 

A
 

         
 

         
 

5 Longest flowpath length (ft)
  663 348          

 
         

6
 Longest flowpath slope (ft/ft)

  .005 .005                         

7
 Current land cover type(s)  Select from Fig C‐3 

of Hydrology Manual
 

Grass
  Grass                                   

8
 Pre‐developed pervious area condition: 

Based on the extent of wet season vegetated cover 

good >75%; Fair 50‐75%; Poor  <50% Attach photos 

of site to support rating 

Fair  Fair                         
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Form 3‐2 Existing Hydrologic Characteristics for Drainage Area 3 

For Drainage Area 1’s sub‐watershed DMA, 

provide the following characteristics
  DMA A  DMA B     

1 
DMA drainage area (ft2)  172,923  181,895                         

2 
Existing site impervious area (ft2)

  0 2,019          
 

         

3
 Antecedent moisture condition For desert 

areas, use 

http://www.sbcounty.gov/dpw/floodcontrol/pdf/2

0100412_map.pdf
 

AMC 2
 

AMC 2
 

         
 

         
 

4
 Hydrologic soil group  Refer to Watershed 

Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ 

A
 

B
 

         
 

         
 

5 Longest flowpath length (ft)
  285 332          

 
         

6
 Longest flowpath slope (ft/ft)

  .005 .005                         

7
 Current land cover type(s) Select from Fig C‐3 

of Hydrology Manual
 

Grasses
  Grasses                         

8
 Pre‐developed pervious area condition: 

Based on the extent of wet season vegetated cover 

good >75%; Fair 50‐75%; Poor  <50% Attach photos 

of site to support rating 

Fair  Fair                         
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Form 3‐3 Watershed Description for Drainage Area        

Receiving waters 

Refer to Watershed Mapping Tool ‐ 

http://permitrack.sbcounty.gov/wap/ 

See ‘Drainage Facilities” link at this website 

Santa Ana River Reach 4 
Santa Ana River Reach 3 
Prado Dam 
Santa Ana River Reach 2 
Santa Ana River Reach 1 
Pacific Ocean 
 

Applicable TMDLs 

Refer to Local Implementation Plan 

Santa Ana River Reach 4 – Indicator Bacteria 
Santa Ana River Reach 3 – Copper, Indicator Bacteria, Lead 
Prado Dam – Indicator Bacteria 

303(d) listed impairments  

Refer to Local Implementation Plan and Watershed 

Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ and State 

Water Resources Control Board website – 

http://www.waterboards.ca.gov/santaana/water_iss

ues/programs/tmdl/index.shtml  

Santa Ana River Reach 1 – Indicator Bacteria 
Santa Ana River Reach 2 ‐ E. Coli and Enterococcus 
Santa Ana River Reach 3 ‐ E Coli and Enterococcus, Metals Screen ‐ Copper, 
Metals Screen ‐ Lead 
Santa Ana River Reach 4 ‐ E. Coli and Enterococcus 

Environmentally Sensitive Areas (ESA) 

Refer to Watershed Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ 

N/A 

Unlined Downstream Water Bodies 

Refer to Watershed Mapping Tool –  

http://permitrack.sbcounty.gov/wap/ 

Santa Ana River 

Hydrologic Conditions of Concern 

  Yes Complete Hydrologic Conditions of Concern (HCOC) Assessment. Include Forms 

4.2‐2 through Form 4.2‐5 and Hydromodification BMP Form 4.3‐10 in submittal  

  No 

Watershed–based BMP included in a RWQCB 

approved WAP 

  Yes Attach verification of regional BMP evaluation criteria in WAP  

•  More Effective than On‐site LID 

•  Remaining Capacity for Project DCV  

•  Upstream of any Water of the US 

•  Operational at Project Completion 

•  Long‐Term Maintenance Plan  

 No 
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Section 4  Best Management Practices (BMP) 

4.1  Source Control BMP 

4.1.1  Pollution Prevention  

Non‐structural and structural source control BMP are required to be incorporated into all new development 

and significant redevelopment projects. Form 4.1‐1 and 4.1‐2 are used to describe specific source control BMPs 

used in the WQMP or to explain why a certain BMP is not applicable. Table 7‐3 of the TGD for WQMP provides 

a list of applicable source control BMP for projects with specific types of potential pollutant sources or activities. 

The source control BMP in this table must be implemented for projects with these specific types of potential 

pollutant sources or activities. 

The preparers of this WQMP have reviewed the source control BMP requirements for new development and 

significant redevelopment projects. The preparers have also reviewed the specific BMP required for project as 

specified in Forms 4.1‐1 and 4.1‐2. All applicable non‐structural and structural source control BMP shall be 

implemented in the project.
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Form 4.1‐1 Non‐Structural Source Control BMPs 

Identifier  Name 

Check One  Describe BMP Implementation OR, 

if not applicable, state reason Included  Not 

Applicable 

N1 
Education of Property Owners, Tenants 

and Occupants on Stormwater BMPs 
   

The property owner(s) shall familiarize themselves with the WQMP document and content, 
including BMP Fact Sheets of this WQMP and shall ensure that all employees are also 
educated on stormwater BMPs. Owner to ensure all persons maintaining site and operations 
will conduct the industry standards for good housekeeping and pollution prevention 
practices.  

N2  Activity Restrictions 
   

Owner/employees/leasees shall not be allowed to discharge fuel, lubricants, chemicals, 
chemical residues, wastewater or other prohibited discharges onto the project site. The 
property owner shall control stormwater pollutants from this site thorough these activity 
restrictions and training of employees and reporting. 

N3  Landscape Management BMPs 
   

Onsite landscaping will be maintained by the property owner. The owner will contract with a 
landscaping installation/maintenance company for the physical maintenance of the 
landscaping and the BMPs. Landscape crews shall inspect the irrigation system and shall 
report all drainage problems to the owner. All routine landscaping maintenance shall be 
done in conformance with City and County Ordinances. 

N4  BMP Maintenance 
   

BMP maintenance and implementaion schedules and responsible parties are included with 

each specific BMP narrative and are listed in Form 5‐1 of this WQMP document. 

N5 
Title 22 CCR Compliance  

(How development will comply) 
    Hazardous material storage will be prohibited. 

N6  Local Water Quality Ordinances 
   

The project will comply with the City of Grand Terrace’s stormwater ordinances through the 

implementation of the stormwater BMPs. 

N7  Spill Contingency Plan 
   

Employees will be provided with information/training regarding spill responses and 

prevention procedures in case of an accidental spill or leak occurring from vehicles, axel 

lubricant, etc. parked or stored on the project site. A supply of dry absorbent materials such 

as Oil‐Dri, Speedi‐Dry and cat litter or those included within a spill kit will be made available. 

These materials can be stored in a brightly marked barrel or enclosure for access and use by 

employees, tenants/leasees and landscape/maintenance contractors.   

N8  Underground Storage Tank Compliance 
   

There will not be any underground storage tanks associated with the project. 
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Form 4.1‐1 Non‐Structural Source Control BMPs 

N9 
Hazardous Materials Disclosure 

Compliance 
   

No hazardous materials are expected to be stored on site at the time this WQMP was 

prepared. However, if hazardous materials are present, than the owner/leasee shall comply 

with all Title 22 CCR regulations. 

N10  Uniform Fire Code Implementation 
   

The project is subject to the Uniform Fire Code and will be designed in accordance with the 

Code. This project is a trailer storage project and should not and is not anticipated to be 

handling hazardous material subject to Article 80. The listed project activities do not include 

hazardous materials storage, therefore Article 80 of the Uniform Fire Code would not be 

applicable.  

N11  Litter/Debris Control Program 
   

The owner of the project will implement a trash management progam that will be enforced 

by the managers of the project. A program shall be implemented to pick up litter and sweep 

and clean the trash enclosure on a weekly basis. Litter and debris will be picked up by the 

maintenance/landscape contractor on at least a weekly basis. Onsite manager/employees 

are to be instructed to be visually aware of improperly disposed or dumping of litter and 

debris and be cleaned up. Trash enclosures are designed to divert all flows around the 

enclosure. All dumpsters will have lids installed and will be inspected to ensure that the 

dumpsters remain covered and leak‐proof. The owner shall contract with a refuse company 

to have the dumpsters emptied on a bi‐weekly basis, at a minimum. 

N12  Employee Training 
   

Employee training will be provided. Owner/property manager shall utilize the attached 
County brochures for employee training on stormwater best management practices.  The 
following should be implemented as part of employee training.   
• Discuss good housekeeping practices in training programs and meetings.  
• Publicize pollution prevention concepts through posters or signs.  
• Post bulletin boards with updated good housekeeping procedures, tips and reminders 
• Employee training for proper containment and practices with spill cleanup. 

N13  Housekeeping of Loading Docks 
   

The project does not include loading docks. 
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Form 4.1‐1 Non‐Structural Source Control BMPs 

Identifier  Name 

Check One  Describe BMP Implementation OR, 

if not applicable, state reason Included  Not 
Applicable 

N14  Catch Basin Inspection Program 
   

There are no catch basins proposed for the project site. 

N15 
Vacuum Sweeping of Private Streets and 

Parking Lots 
   

Paved parking lots and drive aisles shall be swept monthly to prevent sediment, garden 
waste, and trash, or other pollutants from entering on‐site drains and storm drain 
swales and channels. Sweeping will be performed by a landscape contractor or other 
contractor provided by the owner. 

N16 
Other Non‐structural Measures for Public 
Agency Projects 

    This is not a public agency project. 

N17 
Comply with all other applicable NPDES 
permits 

   

NPDES General Construction Activities Permit will be complied with by filing a notice of 
intent and SWPPP with the state and obtaining a WDID Discharge Permit Number prior 
to commencement of construction activities covered under the permit. Post 

construction BMP requirements of the SWPPP will be satisfied by incorporation of this 

WQMP. The project shall comply with the requirements of the Industrial General 

Stormwater Permit if applicable. (May apply for Non‐Exposure Certification) 
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Form 4.1‐2 Structural Source Control BMPs 

Identifier  Name 

Check One 
Describe BMP Implementation OR, 

If not applicable, state reason Included 
Not 

Applicable 

S1 
Provide storm drain system stencilling and signage 
(CASQA New Development BMP Handbook SD‐13) 

   

All catch basins and drop inlets (excluding area drains) constructed as part of the 
project will include storm drain stenciling or sign at the catch basin. A painted 
message “No Dumping Drains to River” shall be placed on each catch basin or drop 
inlet. The stencil shall be blue on a white background with lettering 2‐1/2” in 
height or a catch basin curb marker, circular or rectangular, at least 4” in height or 
diameter may be used. The message shall be inspected annually & repainted 
(replaced) as necessary. 

S2 
Design and construct outdoor material storage 
areas to reduce pollution introduction (CASQA 
New Development BMP Handbook SD‐34) 

    There are not any outdoor material storage areas proposed for the project. 

S3 
Design and construct trash and waste storage 
areas to reduce pollution introduction (CASQA 
New Development BMP Handbook SD‐32) 

   

The trash enclosures located outside will be constructed per City of Grand Terrace 
Standards and all will be covered. Trash enclosures are designed such that storm 
water flows are diverted away from the refuse area and shall have a concrete slab 
to prohibit infiltration in refuse area. All dumpster shall have working lids which 
shall be kept closed at all times. 

S4 

Use efficient irrigation systems & landscape 
design, water conservation, smart controllers, and 
source control (State‐wide Model Landscape 
Ordinance; CASQA New Development BMP 
Handbook SD‐12) 

   

Landscaping and irrigation will be designed by a licensed landscape architect and 
will incorporate the State and Local requirements for landscaping. (State Model 
Water Efficient Landscape and City Landscape requirements) Implement landscape 
plans consistent with county or city water conservation resolutions, which shall 
include provision of weather‐based controllers, rain shutoff devices, drip irrigation 
heads and recessed finish grade of all landscaped areas. 

S5 

Finish grade of landscaped areas at a minimum of 

1‐2 inches below top of curb, sidewalk, or 

pavement 

   
A note to this effect will be included on the grading and landscape plans. A copy of 

the landscape plans and grading plans are included in the Appendices J and K. 

S6 

Protect slopes and channels and provide energy 

dissipation (CASQA New Development BMP 

Handbook SD‐10) 

   

All slopes will be landscaped or provided with non‐erosive covering for low water 
demand landscaping design. Rip‐rap is proposed at the discharge points of the 
proposed vegetated swales or storm drain pipes into the proposed infiltration 
basins. Rip rap will be installed at each of the overflow spillways from the curbs 
and gutters into the infiltration basins. This will dissipate flows as they discharge 
into the proposed infiltration basins, to prevent erosion of the slopes of the basins. 

S7 
Covered dock areas (CASQA New Development 

BMP Handbook SD‐31) 
    The project does not include dock areas. 
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S8 

Covered maintenance bays with spill containment 

plans (CASQA New Development BMP Handbook 

SD‐31) 

    The project does not included maintence facilities or bays. 

S9 
Vehicle wash areas with spill containment plans 

(CASQA New Development BMP Handbook SD‐33) 
   

No vehicle wash areas onsite. Owner will not allow vehicle and/or trailer washing 

on this site. 

S10 
Covered outdoor processing areas (CASQA New 

Development BMP Handbook SD‐36) 
    The project does not include outdoor processing areas. 

Form 4.1‐2 Structural Source Control BMPs 

Identifier  Name 

Check One 
Describe BMP Implementation OR, 

If not applicable, state reason 
Included 

Not 

Applicable 

S11 

Equipment wash areas with spill containment 

plans (CASQA New Development BMP Handbook 

SD‐33) 

   

The project does not include equipment wash areas. The relevant BMP is spill 

cleanup if axle lubricant oil or other materials are spilled. A brightly marked barrel 

of absorbent materials is located in the yard area  near the office. Used absorbent 

material is removed promptly so as to not be washed down to the storm drain. 

S12 
Fueling areas (CASQA New Development BMP 

Handbook SD‐30) 
   

Fueling of vehicles in the project is not permitted. 
 

S13 
Hillside landscaping (CASQA New Development 

BMP Handbook SD‐10) 
    This is not a hillside development project. 

S14  Wash water control for food preparation areas 
    The project does not include retail or food establishments and no food preparation 

onsite. 
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S15  Semi‐trailer Storage/Parking 
   

Fifth wheel hitching mechanisms used to attach Semi‐tractors or Yard Goats to 
Semi‐trailers have a thick coating of grease on them to minimize the friction 
encountered and to ease the attachment process during connection of tractors or 
Yard Goats to the trailers. When the Yard Goats or semi‐tractors are parked and 
not attached to trailers the grease on the fifth wheel is exposed to storm water. 
This allows the storm water run‐off to pick up the oil and grease.  
 
Manufacture or purchase a quick install cover to slip over the hitch. A simple 
lightweight inex‐pensive cylindrical slip‐on cover could be made out of fiberglass. 
Ensure that all operators of the equipment are instructed to place the cover over 
the hitches when they are not being used. Changing from the lubricated type fifth 
wheel hitch to a Teflon non‐lubricated type is a better approach but, if rental or 
transit trailers are in use frequently this may not be a viable option due to the 
requirement that both the trailer and the tractor fifth wheel slider plates need to 
be coated with the Teflon. 
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4.1.2  Preventative LID Site Design Practices 

Site design practices associated with new LID requirements in the MS4 Permit should be considered in the earliest 

phases of a project. Preventative site design practices can result in smaller DCV for LID BMP and hydromodification 

control BMP by reducing runoff generation. Describe site design and drainage plan including: 

Refer to Section 5.2 of the TGD for WQMP for more details. 

Form 4.1‐3 Preventative LID Site Design Practices Checklist 

Site Design Practices 
If yes, explain how preventative site design practice is addressed in project site plan. If no, other LID BMPs must be selected to meet targets 

Minimize impervious areas: Yes      No   
Explanation: Pervious surfaces for the storage areas were maximized as much as possible. Except for the paved parking areas 
and the paved all weather access required for fire protection/suppression most of the site will remain pervious. 

Maximize natural infiltration capacity: Yes   No   
Explanation: The infiltration capacity of the site is being used for both the infiltration basins and the parking areas. The basins 
are being designed as shallow basins to achieve a larger infiltration surface area. 

Preserve existing drainage patterns and time of concentration: Yes   No   

Explanation: Existing project site flows are south to north. The existing flow pattern is not being changed by the project. Due to 
the limited amount of impervious surface over which runoff will occur, the time of concentration is not being decreased. 

Disconnect impervious areas: Yes   No   

Explanation: Runoff from proposed project’s impervious surfaces are being direced to impervious areas or one of the 
infiltration basins prior to discharge from the site. 

Protect existing vegetation and sensitive areas: Yes   No   

Explanation: Not applicable. The development consists of a trailer storage facility covering most of the site area. In addition, 
there are no sensitive areas to protect. 

Re‐vegetate disturbed areas: Yes   No   

Explanation: Not applicable. Most of the area will be graded and resurfaced with a permeable surface except for the drive 
aisles and paved parking area.  Areas disturbed by grading and not part of the trailer storage areas will be re‐vegetated. 

Minimize unnecessary compaction in stormwater retention/infiltration basin/trench areas: Yes   No   

Explanation: Special care will be taken during construction of the infiltration basins so that the bottom of the basins will not be 
compacted. 

 A narrative of site design practices utilized or rationale for not using practices 

 A narrative of how site plan incorporates preventive site design practices 

 Include an attached Site Plan layout which shows how preventative site design practices are included in 
WQMP 
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Utilize vegetated drainage swales in place of underground piping or imperviously lined swales: Yes   No   

Explanation: Not Applicable. The site is quite level, I.E. existing slope of about one‐half percent. The proposed grading for the 
storage areas will generally maintain the sheet flow character of the site.  

 

Stake off areas that will be used for landscaping to minimize compaction during construction: Yes   No   

Explanation: Landscaped areas will be marked or staked out to minimize unnecessary compaction during construction. 

 

4.2  Project Performance Criteria 
The purpose of this section of the Project WQMP is to establish targets for post‐development hydrology based on 

performance criteria specified in the MS4 Permit. These targets include runoff volume for water quality control 

(referred to as LID design capture volume), and runoff volume, time of concentration, and peak runoff for 

protection of any downstream waterbody segments with a HCOC. If the project has more than one 

outlet for stormwater runoff, then complete additional versions of these forms for each 

DA / outlet. 

Methods applied in the following forms include: 

 For LID BMP Design Capture Volume (DCV), the San Bernardino County Stormwater Program requires use of 

the P6 method (MS4 Permit Section XI.D.6a.ii) – Form 4.2‐1 

 For HCOC pre‐ and post‐development hydrologic calculation, the San Bernardino County Stormwater Program 

requires the use of the Rational Method (San Bernardino County Hydrology Manual Section D). Forms 4.2‐2 

through Form 4.2‐5 calculate hydrologic variables including runoff volume, time of concentration, and peak 

runoff from the project site pre‐ and post‐development using the Hydrology Manual Rational Method approach. 

For projects greater than 640 acres (1.0 mi2), the Rational Method and these forms should not be used. For such 

projects, the Unit Hydrograph Method (San Bernardino County Hydrology Manual Section E) shall be applied 

for hydrologic calculations for HCOC performance criteria. 

Refer to Section 4 in the TGD for WQMP for detailed guidance and instructions. 
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Form 4.2‐1  LID BMP Performance Criteria for Design Capture Volume

(DA 1) 

1 Project area DA 1 (ft2): 

90,129* 

2 
Imperviousness after applying preventative 

site design practices (Imp%): 18 

3 
Runoff Coefficient (Rc):  _.1591 

Rc = 0.858(Imp%)^3‐0.78(Imp%)^2+0.774(Imp%)+0.04 

4 
Determine 1‐hour rainfall depth for a 2‐year return period P2yr‐1hr (in):  .467   http://hdsc.nws.noaa.gov/hdsc/pfds/sa/sca_pfds.html 

5 
Compute P6, Mean 6‐hr Precipitation (inches):  .692 

P6 = Item 4 *C1, where C1 is a function of site climatic region specified in Form 3‐1 Item 1 (Valley = 1.4807; Mountain = 1.909; Desert = 1.2371)   

6 
Drawdown Rate  

Use 48 hours as the default condition. Selection and use of the 24 hour drawdown time condition is subject to approval 

by the local jurisdiction. The necessary BMP footprint is a function of drawdown time. While shorter drawdown times 

reduce the performance criteria for LID BMP design capture volume, the depth of water that can be stored is also 

reduced.  

24‐hrs             

48‐hrs   

7 
Compute design capture volume, DCV (ft3):  1,623 

DCV = 1/12 * [Item 1* Item 3 *Item 5 * C2], where C2 is a function of drawdown rate (24‐hr = 1.582; 48‐hr = 1.963)  

Compute separate DCV for each outlet from the project site per schematic drawn in Form 3‐1 Item 2 

 * Includes the offsite area for the access road. 

 

Form 4.2‐1  LID BMP Performance Criteria for Design Capture Volume

(DA 2) 

1 Project area DA 2 (ft2): 

536,020  

2 
Imperviousness after applying preventative 

site design practices (Imp%): 7 

3 
Runoff Coefficient (Rc):  _.0907 

Rc = 0.858(Imp%)^3‐0.78(Imp%)^2+0.774(Imp%)+0.04 

4 
Determine 1‐hour rainfall depth for a 2‐year return period P2yr‐1hr (in):  .467   http://hdsc.nws.noaa.gov/hdsc/pfds/sa/sca_pfds.html 

5 
Compute P6, Mean 6‐hr Precipitation (inches):  .692 

P6 = Item 4 *C1, where C1 is a function of site climatic region specified in Form 3‐1 Item 1 (Valley = 1.4807; Mountain = 1.909; Desert = 1.2371)   

6 
Drawdown Rate  

Use 48 hours as the default condition. Selection and use of the 24 hour drawdown time condition is subject to approval 

by the local jurisdiction. The necessary BMP footprint is a function of drawdown time. While shorter drawdown times 

reduce the performance criteria for LID BMP design capture volume, the depth of water that can be stored is also 

reduced.  

24‐hrs             

48‐hrs   

7 
Compute design capture volume, DCV (ft3):  5,503 

DCV = 1/12 * [Item 1* Item 3 *Item 5 * C2], where C2 is a function of drawdown rate (24‐hr  = 1.582; 48‐hr = 1.963)  

Compute separate DCV for each outlet from the project site per schematic drawn in Form 3‐1 Item 2 
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Form 4.2‐1  LID BMP Performance Criteria for Design Capture Volume

(DA 3) 

1 Project area DA 2 (ft2): 

354,818  

2 
Imperviousness after applying preventative 

site design practices (Imp%): 13 

3 
Runoff Coefficient (Rc):  _.1293 

Rc = 0.858(Imp%)^3‐0.78(Imp%)^2+0.774(Imp%)+0.04 

4 
Determine 1‐hour rainfall depth for a 2‐year return period P2yr‐1hr (in):  .467   http://hdsc.nws.noaa.gov/hdsc/pfds/sa/sca_pfds.html 

5 
Compute P6, Mean 6‐hr Precipitation (inches):  .692 

P6 = Item 4 *C1, where C1 is a function of site climatic region specified in Form 3‐1 Item 1 (Valley = 1.4807; Mountain = 1.909; Desert = 1.2371)   

6 
Drawdown Rate  

Use 48 hours as the default condition. Selection and use of the 24 hour drawdown time condition is subject to approval 

by the local jurisdiction. The necessary BMP footprint is a function of drawdown time. While shorter drawdown times 

reduce the performance criteria for LID BMP design capture volume, the depth of water that can be stored is also 

reduced.  

24‐hrs             

48‐hrs   

7 
Compute design capture volume, DCV (ft3):  5,193 

DCV = 1/12 * [Item 1* Item 3 *Item 5 * C2], where C2 is a function of drawdown rate (24‐hr  = 1.582; 48‐hr = 1.963)  

Compute separate DCV for each outlet from the project site per schematic drawn in Form 3‐1 Item 2 
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Form 4.2‐2  Summary of HCOC Assessment (DA 1) 

Does project have the potential to cause or contribute to an HCOC in a downstream channel:  Yes      No   

Go to:  http://permitrack.sbcounty.gov/wap/  

If “Yes”, then complete HCOC assessment of site hydrology for 2yr storm event using Forms 4.2‐3 through 4.2‐5 and insert results below 

(Forms 4.2‐3 through 4.2‐5 may be replaced by computer software analysis based on the San Bernardino County Hydrology Manual) 

If “No,” then proceed to Section 4.3 Project Conformance Analysis   

Condition  Runoff Volume (ft3)  Time of Concentration (min)  Peak Runoff (cfs) 

Pre‐developed 
1  

Form 4.2‐3 Item 12 

2  

Form 4.2‐4 Item 13 

3  

Form 4.2‐5 Item 10 

Post‐developed 
4  

Form 4.2‐3 Item 13 

5  

Form 4.2‐4 Item 14 

6  

Form 4.2‐5 Item 14 

Difference 
7  

Item 4 – Item 1 

8  

Item 2 – Item 5 

9  

Item 6 – Item 3 

Difference  

(as % of pre‐developed) 

10  % 

Item 7 / Item 1 

11  % 

Item 8 / Item 2 

12    % 

Item 9 / Item 3 
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Form 4.2‐3  HCOC Assessment for Runoff Volume (DA 1) 
Weighted Curve Number 

Determination for: 

Pre‐developed DA 

DMA A  DMA B  DMA C  DMA D  DMA E  DMA F  DMA G  DMA H 

1a Land Cover type                 

2a Hydrologic Soil Group (HSG)                 

3a DMA Area, ft2 sum of areas of 

DMA should equal area of DA 
               

4a Curve Number (CN) use Items 

1 and 2 to select the appropriate CN 

from Appendix C‐2 of the TGD for 

WQMP 

               

Weighted Curve Number 

Determination for: 

Post‐developed DA 

               

1b Land Cover type                 

2b Hydrologic Soil Group (HSG)                 

3b DMA Area, ft2 sum of areas of 

DMA should equal area of DA 
               

4b Curve Number (CN) use Items 

5 and 6 to select the appropriate CN 

from Appendix C‐2 of the TGD for 

WQMP 

               

5 Pre‐Developed area‐weighted CN:   
7 Pre‐developed soil storage capacity, S (in):   
   S = (1000 / Item 5) ‐ 10 

9 Initial abstraction, Ia (in):  
   Ia = 0.2 * Item 7 

6 Post‐Developed area‐weighted CN:   
8 Post‐developed soil storage capacity, S (in):  
   S = (1000 / Item 6) ‐ 10 

10 Initial abstraction, Ia (in):  
   Ia = 0.2 * Item 8 

11 Precipitation for 2 yr, 24 hr storm (in):  
   Go to: http://hdsc.nws.noaa.gov/hdsc/pfds/sa/sca_pfds.html 

12 Pre‐developed Volume (ft3):   
   Vpre =(1 / 12) * (Item sum of Item 3) * [(Item 11 – Item 9)^2 / ((Item 11 – Item 9 + Item 7) 

13 Post‐developed Volume (ft3):   
   Vpre =(1 / 12) * (Item sum of Item 3) * [(Item 11 – Item 10)^2 / ((Item 11 – Item 10 + Item 8) 

14 Volume Reduction needed to meet HCOC Requirement, (ft3):   
   VHCOC = (Item 13 * 0.95) – Item 12 
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Form 4.2‐4 HCOC Assessment for Time of Concentration (DA 1)

Compute time of concentration for pre and post developed conditions for each DA (For projects using the Hydrology Manual complete the 

form below) 

Variables 

Pre‐developed DA1  
Use additional forms if there are more than 4 DMA 

Post‐developed DA1  
Use additional forms if there are more than 4 DMA 

DMA A  DMA B  DMA C  DMA D  DMA A  DMA B  DMA C  DMA D 

1 
Length of flowpath (ft)  Use Form 3‐2 

Item 5 for pre‐developed condition 

               

2 
Change in elevation (ft) 

               

3 
Slope (ft/ft), So = Item 2 / Item 1

                 

4 
Land cover 

               

5 
Initial DMA Time of Concentration 

(min) Appendix C‐1 of the TGD for WQMP 

               

6 
Length of conveyance from DMA 

outlet to project site outlet (ft)   
May be zero if DMA outlet is at project 

site outlet 

               

7 
Cross‐sectional area of channel (ft2) 

               

8 
Wetted perimeter of channel (ft) 

               

9 
Manning’s roughness of channel (n) 

               

10 
Channel flow velocity (ft/sec)   

Vfps = (1.49 / Item 9) * (Item 7/Item 8)^0.67 

* (Item 3)^0.5 

               

11 
Travel time to outlet (min)  

Tt = Item 6 / (Item 10 * 60) 

               

12 
Total time of concentration (min) 

Tc = Item 5 + Item 11 

               

13 
Pre‐developed time of concentration (min):       Minimum of Item 12 pre‐developed DMA  

14 
Post‐developed time of concentration (min):      Minimum of Item 12 post‐developed DMA

 

15 
Additional time of concentration needed to meet HCOC requirement (min):    TC‐HCOC = (Item 13 * 0.95) – Item 14 
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Form 4.2‐5 HCOC Assessment for Peak Runoff (DA 1) 

Compute peak runoff for pre‐ and post‐developed conditions

Variables 

Pre‐developed DA to Project 

Outlet (Use additional forms if 

more than 3 DMA) 

Post‐developed DA to Project 

Outlet (Use additional forms if 

more than 3 DMA) 

DMA A  DMA B  DMA C  DMA A  DMA B  DMA C 

1 
Rainfall Intensity for storm duration equal to time of concentration   

Ipeak = 10^(LOG Form 4.2‐1 Item 4 ‐ 0.6 LOG Form 4.2‐4 Item 5 /60) 

           

2 
Drainage Area of each DMA (Acres)  

For DMA with outlet at project site outlet, include upstream DMA (Using example 

schematic in Form 3‐1, DMA A will include drainage from DMA C)
 

           

3 
Ratio of pervious area to total area 

For DMA with outlet at project site outlet, include upstream DMA (Using example 

schematic in Form 3‐1, DMA A will include drainage from DMA C) 

           

4 
Pervious area infiltration rate (in/hr)  

Use pervious area CN and antecedent moisture condition with Appendix C‐3 of the TGD 

for WQMP 

           

5 
Maximum loss rate (in/hr)    

Fm = Item 3 * Item 4  
Use area‐weighted Fm from DMA with outlet at project site outlet, include upstream 

DMA (Using example schematic in Form 3‐1, DMA A will include drainage from DMA C) 

           

6 
Peak Flow from DMA (cfs)   

Qp =Item 2 * 0.9 * (Item 1 ‐ Item 5) 

           

7 
Time of concentration adjustment factor for other DMA to 

site discharge point  
Form 4.2‐4 Item 12 DMA / Other DMA upstream of site discharge 

point (If ratio is greater than 1.0, then use maximum value of 1.0) 

DMA A            

DMA B             

DMA C            

8 
Pre‐developed Qp at Tc for DMA A:    Qp = 

Item 6DMAA + [Item 6DMAB * (Item 1DMAA ‐ Item 

5DMAB)/(Item 1DMAB ‐ Item 5DMAB)* Item 7DMAA/2] + 

[Item 6DMAC * (Item 1DMAA ‐ Item 5DMAC)/(Item 1DMAC ‐ 

Item 5DMAC)* Item 7DMAA/3] 

9 
Pre‐developed Qp at Tc for DMA B:    Qp = 

Item 6DMAB + [Item 6DMAA * (Item 1DMAB ‐ Item 

5DMAA)/(Item 1DMAA ‐ Item 5DMAA)* Item 7DMAB/1] + 

[Item 6DMAC * (Item 1DMAB ‐ Item 5DMAC)/(Item 1DMAC ‐ 

Item 5DMAC)* Item 7DMAB/3] 

10
Pre‐developed Qp at Tc for DMA C:    Qp = 

Item 6DMAC + [Item 6DMAA * (Item 1DMAC ‐ Item 

5DMAA)/(Item 1DMAA ‐ Item 5DMAA)* Item 7DMAC/1] + 

[Item 6DMAB * (Item 1DMAC ‐ Item 5DMAB)/(Item 1DMAB 

‐ Item 5DMAB)* Item 7DMAC/2] 

10 
Peak runoff from pre‐developed condition confluence analysis (cfs):    Maximum of Item 8, 9, and 10 (including additional forms as needed) 

11 
 Post‐developed Qp at Tc for DMA A:   

 Same as Item 8 for post‐developed values 

12 
 Post‐developed Qp at Tc for DMA B:  

 Same as Item 9 for post‐developed values 

13
Post‐developed Qp at Tc for DMA C:   

 Same as Item 10 for post‐developed values 

14 
Peak runoff from post‐developed condition confluence analysis (cfs):    Maximum of Item 11, 12, and 13 (including additional forms as needed) 

15 
Peak runoff reduction needed to meet HCOC Requirement (cfs):     Qp‐HCOC = (Item 14 * 0.95) – Item 10 
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Form 4.2‐5 HCOC Assessment for Peak Runoff (DA 1 Con’t) 

Compute peak runoff for pre‐ and post‐developed conditions

Variables 

Pre‐developed DA to Project 

Outlet (Use additional forms if 

more than 3 DMA) 

Post‐developed DA to Project 

Outlet (Use additional forms if 

more than 3 DMA) 

DMA A  DMA B  DMA C  DMA D  DMA E  DMA F 

1 
Rainfall Intensity for storm duration equal to time of concentration   

Ipeak = 10^(LOG Form 4.2‐1 Item 4 ‐ 0.6 LOG Form 4.2‐4 Item 5 /60) 

           

2 
Drainage Area of each DMA (Acres)  

For DMA with outlet at project site outlet, include upstream DMA (Using example 

schematic in Form 3‐1, DMA A will include drainage from DMA C)
 

           

3 
Ratio of pervious area to total area 

For DMA with outlet at project site outlet, include upstream DMA (Using example 

schematic in Form 3‐1, DMA A will include drainage from DMA C) 

           

4 
Pervious area infiltration rate (in/hr)  

Use pervious area CN and antecedent moisture condition with Appendix C‐3 of the TGD 

for WQMP 

           

5 
Maximum loss rate (in/hr)    

Fm = Item 3 * Item 4  
Use area‐weighted Fm from DMA with outlet at project site outlet, include upstream 

DMA (Using example schematic in Form 3‐1, DMA A will include drainage from DMA C) 

           

6 
Peak Flow from DMA (cfs)   

Qp =Item 2 * 0.9 * (Item 1 ‐ Item 5) 

           

7 
Time of concentration adjustment factor for other DMA to 

site discharge point  
Form 4.2‐4 Item 12 DMA / Other DMA upstream of site discharge 

point (If ratio is greater than 1.0, then use maximum value of 1.0) 

DMA A            

DMA B             

DMA C            

8 
Pre‐developed Qp at Tc for DMA A:    Qp = 

Item 6DMAA + [Item 6DMAB * (Item 1DMAA ‐ Item 

5DMAB)/(Item 1DMAB ‐ Item 5DMAB)* Item 7DMAA/2] + 

[Item 6DMAC * (Item 1DMAA ‐ Item 5DMAC)/(Item 1DMAC ‐ 

Item 5DMAC)* Item 7DMAA/3] 

9 
Pre‐developed Qp at Tc for DMA B:    Qp = 

Item 6DMAB + [Item 6DMAA * (Item 1DMAB ‐ Item 

5DMAA)/(Item 1DMAA ‐ Item 5DMAA)* Item 7DMAB/1] + 

[Item 6DMAC * (Item 1DMAB ‐ Item 5DMAC)/(Item 1DMAC ‐ 

Item 5DMAC)* Item 7DMAB/3] 

10 
Pre‐developed Qp at Tc for DMA C:    Qp = 

Item 6DMAC + [Item 6DMAA * (Item 1DMAC ‐ Item 

5DMAA)/(Item 1DMAA ‐ Item 5DMAA)* Item 7DMAC/1] + 

[Item 6DMAB * (Item 1DMAC ‐ Item 5DMAB)/(Item 1DMAB 

‐ Item 5DMAB)* Item 7DMAC/2] 

10 
Peak runoff from pre‐developed condition confluence analysis (cfs):    Maximum of Item 8, 9, and 10 (including additional forms as needed) 

11 
Post‐developed Qp at Tc for DMA D:  

 Same as Item 8 for post‐developed values 

12 
Post‐developed Qp at Tc for DMA E:  

 Same as Item 9 for post‐developed values 

13 
Post‐developed Qp at Tc for DMA F:  

  Same as Item 10 for post‐developed values 
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4.3  Project Conformance Analysis 
Complete the following forms for each project site DA to document that the proposed LID BMPs conform to the 

project DCV developed to meet performance criteria specified in the MS4 Permit (WQMP Template Section 

4.2). For the LID DCV, the forms are ordered according to hierarchy of BMP selection as required by the MS4 

Permit (see Section 5.3.1 in the TGD for WQMP). The forms compute the following for on‐site LID BMP:  

 Site Design and Hydrologic Source Controls (Form 4.3‐2) 

 Retention and Infiltration (Form 4.3‐3)  

 Harvested and Use (Form 4.3‐4) or  

 Biotreatment (Form 4.3‐5).  

At the end of each form, additional fields facilitate the determination of the extent of mitigation provided by 

the specific BMP category, allowing for use of the next category of BMP in the hierarchy, if necessary. 

The first step in the analysis, using Section 5.3.2.1 of the TGD for WQMP, is to complete Forms 4.3‐1 and 4.3‐3) 

to determine if retention and infiltration BMPs are infeasible for the project. For each feasibility criterion in 

Form 4.3‐1, if the answer is “Yes,” provide all study findings that includes relevant calculations, maps, data 

sources, etc. used to make the determination of infeasibility. 

Next, complete Forms 4.3‐2 and 4.3‐4 to determine the feasibility of applicable HSC and harvest and use BMPs, 

and, if their implementation is feasible, the extent of mitigation of the DCV. 

If no site constraints exist that would limit the type of BMP to be implemented in a DA, evaluate the use of 

combinations of LID BMPs, including all applicable HSC BMPs to maximize on‐site retention of the DCV. If no 

combination of BMP can mitigate the entire DCV, implement the single BMP type, or combination of BMP 

types, that maximizes on‐site retention of the DCV within the minimum effective area.  

If the combination of LID HSC, retention and infiltration, and harvest and use BMPs are unable to mitigate the 

entire DCV, then biotreatment BMPs may be implemented by the project proponent. If biotreatment BMPs are 

used, then they must be sized to provide sufficient capacity for effective treatment of the remainder of the 

volume‐based performance criteria that cannot be achieved with LID BMPs (TGD for WQMP Section 5.4.4.2). 

Under no circumstances shall any portion of the DCV be released from the site without effective 

mitigation and/or treatment. 
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Form 4.3‐1 Infiltration BMP Feasibility (DA 1, 2 & 3) 

Feasibility Criterion – Complete evaluation for each DA on the Project Site 

1 Would infiltration BMP pose significant risk for groundwater related concerns?                                                           Yes     No   

Refer to Section 5.3.2.1 of the TGD for WQMP  

If Yes, Provide basis: (attach) 

2 Would installation of infiltration BMP significantly increase the risk of geotechnical hazards?                                   Yes   No   

(Yes, if the answer to any of the following questions is yes, as established by a geotechnical expert):  

 The location is less than 50 feet away from slopes steeper than 15 percent 

 The location is less than eight feet from building foundations or an alternative setback. 

 A study certified by a geotechnical professional or an available watershed study determines that stormwater infiltration 

would result in significantly increased risks of geotechnical hazards. 

If Yes, Provide basis: (attach) 

3 Would infiltration of runoff on a Project site violate downstream water rights?                                                             Yes   No   

If Yes, Provide basis: (attach) 

4 Is proposed infiltration facility located on hydrologic soil group (HSG) D soils or does the site geotechnical investigation indicate 

presence of soil characteristics, which support categorization as D soils?                                                                            Yes   No   

If Yes, Provide basis: (attach) 

5 Is the design infiltration rate, after accounting for safety factor of 2.0, below proposed facility less than 0.3 in/hr (accounting for 

soil amendments)?                                                                                                                                                                            Yes   No   

If Yes, Provide basis: (attach) 

6 Would on‐site infiltration or reduction of runoff over pre‐developed conditions be partially or fully inconsistent with watershed 

management strategies as defined in the WAP, or impair beneficial uses?                                                                           Yes   No   

See Section 3.5 of the TGD for WQMP and WAP 

If Yes, Provide basis: (attach) 

7 Any answer from Item 1 through Item 3 is “Yes”:                                                                                                                     Yes   No    

If yes, infiltration of any volume is not feasible onsite. Proceed to Form 4.3‐4, Harvest and Use BMP. If no, then proceed to Item 8 

below. 

8 Any answer from Item 4 through Item 6 is “Yes”:                                                                                                                      Yes   No    

If yes, infiltration is permissible but is not required to be considered. Proceed to Form 4.3‐2, Hydrologic Source Control BMP.  

If no, then proceed to Item 9, below. 

9 All answers to Item 1 through Item 6 are “No”:   

Infiltration of the full DCV is potentially feasible, LID infiltration BMP must be designed to infiltrate the full DCV to the MEP. 

Proceed to Form 4.3‐2, Hydrologic Source Control BMP. 
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4.3.1  Site Design Hydrologic Source Control BMP 

Section XI.E. of the Permit emphasizes the use of LID preventative measures; and the use of LID HSC BMPs 

reduces the portion of the DCV that must be addressed in downstream BMPs. Therefore, all applicable HSC 

shall be provided except where they are mutually exclusive with each other, or with other BMPs. Mutual 

exclusivity may result from overlapping BMP footprints such that either would be potentially feasible by itself, 

but both could not be implemented. Please note that while there are no numeric standards regarding the use of 

HSC, if a project cannot feasibly meet BMP sizing requirements or cannot fully address HCOCs, feasibility of all 

applicable HSC must be part of demonstrating that the BMP system has been designed to retain the maximum 

feasible portion of the DCV. Complete Form 4.3‐2 to identify and calculate estimated retention volume from 

implementing site design HSC BMP. Refer to Section 5.4.1 in the TGD for more detailed guidance. 

Form 4.3‐2  Site Design Hydrologic Source Control BMPs (DA 1) 

1 
Implementation of Impervious Area Dispersion BMP (i.e. 

routing runoff from impervious to pervious areas), excluding 

impervious areas planned for routing to on‐lot infiltration 

BMP:  Yes     No     If yes, complete Items 2‐5; If no, 

proceed to Item 6 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type             
(Use additional forms 

for more BMPs) 

2 
Total impervious area draining to pervious area (ft2)                                     

3 
Ratio of pervious area receiving runoff to impervious area                                     

4 
Retention volume achieved from impervious area 

dispersion (ft3)   V = Item2 * Item 3 * (0.5/12), assuming retention 

of 0.5 inches of runoff 

                                   

5 
Sum of retention volume achieved from impervious area dispersion (ft3):                  Vretention =Sum of Item 4 for all BMPs 

6 
Implementation of Localized On‐lot Infiltration BMPs (e.g. 

on‐lot rain gardens):  Yes     No     If yes, complete Items 7‐

13 for aggregate of all on‐lot infiltration BMP in each DA; If no, 

proceed to Item 14 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type             
(Use additional forms 

for more BMPs) 

7 
Ponding surface area (ft2)                                     

8 
Ponding depth (ft)                                     

9 
Surface area of amended soil/gravel (ft2)                                     

10 
Average depth of amended soil/gravel (ft)                                     

11 
Average porosity of amended soil/gravel

                                     

12 
Retention volume achieved from on‐lot infiltration (ft3) 

Vretention = (Item 7 *Item 8) + (Item 9 * Item 10 * Item 11) 

                                   

13 
Runoff volume retention from on‐lot infiltration (ft3):                  Vretention =Sum of Item 12 for all BMPs 
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Form 4.3‐2 cont. Site Design Hydrologic Source Control BMPs (DA 1) 

14 
Implementation of evapotranspiration BMP (green, 

brown, or blue roofs):   Yes      No      
If yes, complete Items 15‐20.  If no, proceed to Item 21 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type             
(Use additional forms 

for more BMPs) 

15 
Rooftop area planned for ET BMP (ft2)  

                                     

16 
Average wet season ET demand (in/day)   

Use local values, typical ~ 0.1
 

                                   

17 
Daily ET demand (ft3/day)   

Item 15 * (Item 16 / 12)
 

                                   

18 
Drawdown time (hrs)   

Copy Item 6 in Form 4.2‐1
 

                                   

19 
Retention Volume (ft3)   

Vretention = Item 17 * (Item 18 / 24)
 

                                   

20 
Runoff volume retention from evapotranspiration BMPs (ft3):                    Vretention =Sum of Item 19 for all BMPs 

21 
Implementation of Street Trees:   Yes        No      

If yes, complete Items 22‐25.  If no, proceed to Item 26 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type             
(Use additional forms 

for more BMPs) 

22 
Number of Street Trees

                                     

23 
Average canopy cover over impervious area (ft2) 

                                   

24 
Runoff volume retention from street trees (ft3)  

Vretention = Item 22 * Item 23 * (0.05/12) assume runoff retention of 

0.05 inches
 

                                   

25 
Runoff volume retention from street tree BMPs (ft3):                   Vretention = Sum of Item 24 for all BMPs

 

26 
Implementation of residential rain barrel/cisterns: Yes    

No    If yes, complete Items 27‐29; If no, proceed to Item 30 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type             
(Use additional forms 

for more BMPs) 

27 
Number of rain barrels/cisterns

                                     

28 
Runoff volume retention from rain barrels/cisterns  (ft3)  

Vretention = Item 27 * 3
 

                                   

29 
Runoff volume retention from residential rain barrels/Cisterns  (ft3):                   Vretention =Sum of Item 28 for all BMPs

 

30 
Total Retention Volume from Site Design Hydrologic Source Control BMPs:  0  Sum of Items 5, 13, 20, 25 and 29 



Water Quality Management Plan (WQMP) 
   

 

    4‐21 

 

4.3.2  Infiltration BMPs 

Use Form 4.3‐3 to compute on‐site retention of runoff from proposed retention and infiltration BMPs. Volume 

retention estimates are sensitive to the percolation rate used, which determines the amount of runoff that can 

be infiltrated within the specified drawdown time. The infiltration safety factor reduces field measured 

percolation to account for potential inaccuracy associated with field measurements, declining BMP 

performance over time, and compaction during construction. Appendix D of the TGD for WQMP provides 

guidance on estimating an appropriate safety factor to use in Form 4.3‐3.  

If site constraints limit the use of BMPs to a single type and implementation of retention and infiltration BMPs 

mitigate no more than 40% of the DCV, then they are considered infeasible and the Project Proponent may 

evaluate the effectiveness of BMPs lower in the LID hierarchy of use (Section 5.5.1 of the TGD for WQMP) 

If implementation of infiltrations BMPs is feasible as determined using Form 4.3‐1, then LID infiltration BMPs 

shall be implemented to the MEP (section 4.1 of the TGD for WQMP).  
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Form 4.3‐3  Infiltration LID BMP ‐ including underground BMPs (DA 1) 
1 
Remaining LID DCV not met by site design HSC BMP (ft3):  1,623   Vunmet = Form 4.2‐1 Item 7 ‐ Form 4.3‐2 Item 30 

BMP Type  Use columns to the right to compute runoff volume retention 

from proposed infiltration BMP (select BMP from Table 5‐4 in TGD for 

WQMP) ‐  Use additional forms for more BMPs 

DA 1  DMA A 

BMP Type 

Infiltration Basin  

DA 1  DMA B 

BMP Type 

Infiltration Basin 

DA A  DMA C 

BMP Type Infiltration 

Basin   

(Use additional forms 

for more BMPs) 

2 
Infiltration rate of underlying soils (in/hr) See Section 5.4.2 and 

Appendix D of the TGD for WQMP for minimum requirements for assessment 

methods 

2.30     

3 
Infiltration safety factor See TGD Section 5.4.2 and Appendix D  3.0     

4 
Design percolation rate (in/hr)  Pdesign = Item 2 / Item 3  .77     

5 
Ponded water drawdown time (hr) Copy Item 6 in Form 4.2‐1  48     

6 
Maximum ponding depth (ft) BMP specific, see Table 5‐4 of the TGD 

for WQMP for BMP design details 

3.08     

7 
Ponding Depth (ft)  dBMP = Minimum of (1/12*Item 4*Item 5) or Item 6  .33     

8 
Infiltrating surface area, SABMP (ft2) the lesser of the area needed for 

infiltration of full DCV or minimum space requirements from Table 5.7 of the 

TGD for WQMP 

7,085     

9 
Amended soil depth, dmedia (ft)  Only included in certain BMP types, see  

Table 5‐4 in the TGD for WQMP for reference to BMP design details

0     

10 
Amended soil porosity  0     

11 
Gravel depth, dmedia (ft) Only included in certain BMP types,  see Table 

5‐4 of the TGD for WQMP for BMP design details 

0     

12 
Gravel porosity  0     

13 
Duration of storm as basin is filling (hrs)  Typical ~ 3hrs   3     

14 
Above Ground Retention Volume (ft3)  Vretention = Item 8 * [Item7 + 

(Item 9 * Item 10) + (Item 11 * Item 12) + (Item 13 * (Item 4 / 12))]

1,771     

15 
Underground Retention Volume (ft3)  Volume determined using 

manufacturer’s specifications and calculations 

0     

16 
Total Retention Volume from LID Infiltration BMPs:  1,771   (Sum of Items 14 and 15 for all infiltration BMP included in plan) 

17  Fraction of DCV achieved with infiltration BMP: 100%   Retention% = Item 16 / Form 4.2‐1 Item 7

18 
Is full LID DCV retained onsite with combination of hydrologic source control and LID retention/infiltration BMPs? Yes    No    

 If yes, demonstrate conformance using Form 4.3‐10; If no, then reduce Item 3, Factor of Safety to 2.0 and increase Item 8, Infiltrating Surface Area, such that the 

portion of the site area used for retention and infiltration BMPs equals or exceeds the minimum effective area thresholds (Table 5‐7 of the TGD for WQMP) for the 

applicable category of development and repeat all above calculations. 
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Form 4.3‐3  Infiltration LID BMP ‐ including underground BMPs (DA 2) 
1 
Remaining LID DCV not met by site design HSC BMP (ft3):  5,503   Vunmet = Form 4.2‐1 Item 7 ‐ Form 4.3‐2 Item 30 

BMP Type  Use columns to the right to compute runoff volume retention 

from proposed infiltration BMP (select BMP from Table 5‐4 in TGD for 

WQMP) ‐  Use additional forms for more BMPs 

DA 2  DMA A 

BMP Type 

Infiltration Basin  

DA 2  DMA B  

BMP Type  

DA 2  DMA  

BMP Type    

(Use additional forms 

for more BMPs) 

2 
Infiltration rate of underlying soils (in/hr) See Section 5.4.2 and 

Appendix D of the TGD for WQMP for minimum requirements for 

assessment methods 

2.30  2.30   

3 
Infiltration safety factor  See TGD Section 5.4.2 and Appendix D  3.0  3.0   

4 
Design percolation rate (in/hr)  Pdesign = Item 2 / Item 3  .77  .77   

5 
Ponded water drawdown time (hr) Copy Item 6 in Form 4.2‐1  48  48   

6 
Maximum ponding depth (ft)  BMP specific, see Table 5‐4 of the TGD 

for WQMP for BMP design details 

3.08  3.08   

7 
Ponding Depth (ft)  dBMP = Minimum of (1/12*Item 4*Item 5) or Item 6 .33  .33   

8 
Infiltrating surface area, SABMP (ft2) the lesser of the area needed for 

infiltration of full DCV or minimum space requirements from Table 5.7 of 

the TGD for WQMP 

19,101  15,427   

9 
Amended soil depth, dmedia (ft)  Only included in certain BMP types, 

see  Table 5‐4 in the TGD for WQMP for reference to BMP design details

0  0   

10 
Amended soil porosity  0  0   

11 
Gravel depth, dmedia (ft) Only included in certain BMP types,  see 

Table 5‐4 of the TGD for WQMP for BMP design details 

0  0   

12 
Gravel porosity  0  0   

13 
Duration of storm as basin is filling (hrs)  Typical ~ 3hrs  3  3   

14 
Above Ground Retention Volume (ft3)  Vretention = Item 8 * [Item7 + 

(Item 9 * Item 10) + (Item 11 * Item 12) + (Item 13 * (Item 4 / 12))]

3,152  2,545   

15 
Underground Retention Volume (ft3)  Volume determined using 

manufacturer’s specifications and calculations 

0  0   

16 
Total Retention Volume from LID Infiltration BMPs:  5,697   (Sum of Items 14 and 15 for all infiltration BMP included in plan) 

17  Fraction of DCV achieved with infiltration BMP: 100%   Retention% = Item 16 / Form 4.2‐1 Item 7

18 
Is full LID DCV retained onsite with combination of hydrologic source control and LID retention/infiltration BMPs? Yes    No   

 If yes, demonstrate conformance using Form 4.3‐10; If no, then reduce Item 3, Factor of Safety to 2.0 and increase Item 8, Infiltrating Surface Area, such that 

the portion of the site area used for retention and infiltration BMPs equals or exceeds the minimum effective area thresholds (Table 5‐7 of the TGD for WQMP) 

for the applicable category of development and repeat all above calculations. 
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Form 4.3‐3  Infiltration LID BMP ‐ including underground BMPs (DA 3) 
1 
Remaining LID DCV not met by site design HSC BMP (ft3):  5,193   Vunmet = Form 4.2‐1 Item 7 ‐ Form 4.3‐2 Item 30 

BMP Type  Use columns to the right to compute runoff volume retention 

from proposed infiltration BMP (select BMP from Table 5‐4 in TGD for 

WQMP) ‐  Use additional forms for more BMPs 

DA 3  DMA A 

BMP Type 

Infiltration Basin  

DA 3  DMA B 

BMP Type 

Infiltration Basin 

DA 3  DMA C 

BMP Type Infiltration 

Basin   

(Use additional forms 

for more BMPs) 

2 
Infiltration rate of underlying soils (in/hr) See Section 5.4.2 and 

Appendix D of the TGD for WQMP for minimum requirements for 

assessment methods 

2.30  2.30   

3 
Infiltration safety factor  See TGD Section 5.4.2 and Appendix D  3.0  3.0   

4 
Design percolation rate (in/hr)  Pdesign = Item 2 / Item 3  .77  .77   

5 
Ponded water drawdown time (hr) Copy Item 6 in Form 4.2‐1  48  48   

6 
Maximum ponding depth (ft)  BMP specific, see Table 5‐4 of the TGD 

for WQMP for BMP design details 

3.08  3.08   

7 
Ponding Depth (ft)  dBMP = Minimum of (1/12*Item 4*Item 5) or Item 6 .33  .33   

8 
Infiltrating surface area, SABMP (ft2) the lesser of the area needed for 

infiltration of full DCV or minimum space requirements from Table 5.7 of 

the TGD for WQMP 

18,520  14,522   

9 
Amended soil depth, dmedia (ft)  Only included in certain BMP types, 

see  Table 5‐4 in the TGD for WQMP for reference to BMP design details 

0  0   

10 
Amended soil porosity  0  0   

11 
Gravel depth, dmedia (ft) Only included in certain BMP types,  see 

Table 5‐4 of the TGD for WQMP for BMP design details 

0  0   

12 
Gravel porosity  0  0   

13 
Duration of storm as basin is filling (hrs)  Typical ~ 3hrs  3  3   

14 
Above Ground Retention Volume (ft3)  Vretention = Item 8 * [Item7 + 

(Item 9 * Item 10) + (Item 11 * Item 12) + (Item 13 * (Item 4 / 12))] 

3,056  2,396   

15 
Underground Retention Volume (ft3)  Volume determined using 

manufacturer’s specifications and calculations 

0  0   

16 
Total Retention Volume from LID Infiltration BMPs:  5,452   (Sum of Items 14 and 15 for all infiltration BMP included in plan) 

17  Fraction of DCV achieved with infiltration BMP: 100%   Retention% = Item 16 / Form 4.2‐1 Item 7 
18 

Is full LID DCV retained onsite with combination of hydrologic source control and LID retention/infiltration BMPs? Yes    No   

 If yes, demonstrate conformance using Form 4.3‐10; If no, then reduce Item 3, Factor of Safety to 2.0 and increase Item 8, Infiltrating Surface Area, such that 

the portion of the site area used for retention and infiltration BMPs equals or exceeds the minimum effective area thresholds (Table 5‐7 of the TGD for WQMP) 

for the applicable category of development and repeat all above calculations. 
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4.3.3  Harvest and Use BMP 

Harvest and use BMP may be considered if the full LID DCV cannot be met by maximizing infiltration BMPs. 

Use Form 4.3‐4 to compute on‐site retention of runoff from proposed harvest and use BMPs.  

Volume retention estimates for harvest and use BMPs are sensitive to the on‐site demand for captured 

stormwater. Since irrigation water demand is low in the wet season, when most rainfall events occur in San 

Bernardino County, the volume of water that can be used within a specified drawdown period is relatively low. 

The bottom portion of Form 4.3‐4 facilitates the necessary computations to show infeasibility if a minimum 

incremental benefit of 40 percent of the LID DCV would not be achievable with MEP implementation of on‐site 

harvest and use of stormwater (Section 5.5.4 of the TGD for WQMP). 

 

Form 4.3‐4  Harvest and Use BMPs (DA 1) 
1 
Remaining LID DCV not met by site design HSC or infiltration BMP (ft3):  0   

Vunmet = Form 4.2‐1 Item 7 ‐ Form 4.3‐2 Item 30 – Form 4.3‐3 Item 16 

BMP Type(s)  Compute runoff volume retention from proposed 

harvest and use BMP (Select BMPs from Table 5‐4 of the TGD for 

WQMP) ‐  Use additional forms for more BMPs 

DA         DMA      

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type              

(Use additional forms 

for more BMPs) 

2 
Describe cistern or runoff detention facility 

                                   

3 
Storage volume for proposed detention type (ft3) Volume of 

cistern
 

                                   

4 
Landscaped area planned for use of harvested stormwater 

(ft2)  

                                   

5 
Average wet season daily irrigation demand (in/day)  

Use local values, typical ~ 0.1 in/day 

                                   

6 
Daily water demand (ft3/day) Item 4 * (Item 5 / 12) 

                                   

7 
Drawdown time (hrs)  Copy Item 6 from Form 4.2‐1 

                                   

8
Retention Volume (ft3) 

Vretention = Minimum of (Item 3) or (Item 6 * (Item 7 / 24))  

                                   

9 
Total Retention Volume (ft3) from Harvest and Use BMP  0   Sum of Item 8 for all harvest and use BMP included in plan 

10 
Is the full DCV retained with a combination of LID HSC, retention and infiltration, and harvest & use BMPs? Yes   No    

If yes, demonstrate conformance using Form 4.3‐10.  If no, then re‐evaluate combinations of all LID BMP and optimize their implementation 

such that the maximum portion of the DCV is retained on‐site (using a single BMP type or combination of BMP types). If the full DCV cannot 

be mitigated after this optimization process, proceed to Section 4.3.4.
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4.3.4  Biotreatment BMP 

Biotreatment BMPs may be considered if the full LID DCV cannot be met by maximizing retention and 

infiltration, and harvest and use BMPs. A key consideration when using biotreatment BMP is the effectiveness 

of the proposed BMP in addressing the pollutants of concern for the project (see Table 5‐5 of the TGD for 

WQMP). 

Use Form 4.3‐5 to summarize the potential for volume based and/or flow based biotreatment options to 

biotreat the remaining unmet LID DCV w. Biotreatment computations are included as follows: 

 Use Form 4.3‐6 to compute biotreatment in small volume based biotreatment BMP (e.g. bioretention w/underdrains);  

 Use Form 4.3‐7 to compute biotreatment in large volume based biotreatment BMP (e.g. constructed wetlands); 

 Use Form 4.3‐8 to compute sizing criteria for flow‐based biotreatment BMP (e.g. bioswales) 

Form 4.3‐5 Selection and Evaluation of Biotreatment BMP (DA 1) 
1 
Remaining LID DCV not met by site design HSC, 

infiltration, or harvest and use BMP for potential 

biotreatment (ft3):  0    Form 4.2‐1 Item 7 ‐ Form 4.3‐2 Item 

30 – Form 4.3‐3 Item 16‐ Form 4.3‐4 Item 9 

List pollutants of concern   Copy from Form 2.3‐1. 

           

 

2 
Biotreatment BMP Selected  

(Select biotreatment BMP(s) 

necessary to ensure all pollutants of 

concern are addressed through Unit 

Operations and Processes, described 

in Table 5‐5 of the TGD for WQMP) 

Volume‐based biotreatment  
Use Forms 4.3‐6 and 4.3‐7 to compute treated volume

Flow‐based biotreatment   
Use Form 4.3‐8 to compute treated volume 

 Bioretention with underdrain 

 Planter box with underdrain 

 Constructed wetlands 

Wet extended detention 

 Dry extended detention 

 Vegetated swale 

Vegetated filter strip 

 Proprietary biotreatment 

3 
Volume biotreated in volume based 

biotreatment BMP (ft3):             Form 4.3‐

6 Item 15 + Form 4.3‐7 Item 13 

4 
Compute remaining LID DCV with 

implementation of volume based biotreatment 

BMP (ft3):               Item 1 – Item 3 

5
Remaining fraction of LID DCV for 

sizing flow based biotreatment BMP: 

          %  Item 4  / Item 1 

6 
Flow‐based biotreatment BMP capacity provided (cfs):  0  Use Figure 5‐2 of the TGD for WQMP to determine flow capacity required to 

provide biotreatment of remaining percentage of unmet LID DCV (Item 5), for the project’s precipitation zone (Form 3‐1 Item 1) 

7 
Metrics for MEP determination:  

 Provided a WQMP with the portion of site area used for suite of LID BMP equal to minimum thresholds in Table 5‐7 of the 

TGD for WQMP for the proposed category of development:     If maximized on‐site retention BMPs is feasible for partial capture, 

then LID BMP implementation must be optimized to retain and infiltrate the maximum portion of the DCV possible within the prescribed 

minimum effective area. The remaining portion of the DCV shall then be mitigated using biotreatment BMP. 
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Form 4.3‐6 Volume Based Biotreatment (DA 1) –  

Bioretention and Planter Boxes with Underdrains 

Biotreatment BMP Type  
(Bioretention w/underdrain, planter box w/underdrain, other 

comparable BMP) 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type              

(Use additional forms 

for more BMPs) 

1 
Pollutants addressed with BMP    List all pollutant of concern that 

will be effectively reduced through specific Unit Operations and 

Processes described in Table 5‐5 of the TGD for WQMP  

                                   

2 
Amended soil infiltration rate Typical ~ 5.0

                                     

3 
Amended soil infiltration safety factor Typical ~ 2.0 

                                   

4 
Amended soil design percolation rate (in/hr) Pdesign = Item 2 / 

Item 3 

                                   

5 
Ponded water drawdown time (hr) Copy Item 6 from Form 4.2‐1 

                                   

6 
Maximum ponding depth (ft)  see Table 5‐6 of the TGD for WQMP 

for reference to BMP design details 

                                   

7 
Ponding Depth (ft)  dBMP = Minimum of (1/12 * Item 4 * Item 5) or 

Item 6 

                                   

8 
Amended soil surface area (ft2) 

                                   

9 
Amended soil depth (ft)  see Table 5‐6 of the TGD for WQMP for 

reference to BMP design details 

                                   

10 
Amended soil porosity, n 

                                   

11 
Gravel depth (ft)  see Table 5‐6 of the TGD for WQMP for reference 

to BMP design details 

                                   

12 
Gravel porosity, n 

                                   

13 
 Duration of storm as basin is filling (hrs)  Typical ~ 3hrs 

                                   

14 
Biotreated Volume (ft3)     Vbiotreated = Item 8 * [(Item 7/2) + (Item 9 

* Item 10) +(Item 11 * Item 12) + (Item 13 * (Item 4 / 12))] 

                                   

15 
Total biotreated  volume from bioretention and/or planter box  with underdrains BMP:               

Sum of Item 14 for all volume‐based BMPs included in this form 
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Form 4.3‐7 Volume Based Biotreatment (DA 1) –  

Constructed Wetlands and Extended Detention 

Biotreatment BMP Type  
Constructed wetlands, extended wet detention, extended dry detention, 

or other comparable proprietary BMP. If BMP includes multiple modules  

(e.g. forebay and main basin), provide separate estimates for storage 

and pollutants treated in each module. 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

(Use additional forms 

 for more BMPs) 

Forebay  Basin  Forebay  Basin 

1 
Pollutants addressed with BMP forebay and basin 

List all pollutant of concern that will be effectively reduced through 

specific Unit Operations and Processes described in Table 5‐5 of the TGD 

for WQMP
 

                                               

2 
Bottom width (ft) 

                                               

3 
Bottom length (ft) 

                                               

4 
Bottom area (ft2) Abottom = Item 2 * Item 3 

                                               

5 
Side slope (ft/ft)   

                                               

6 
Depth of storage (ft)  

                                               

7 
Water surface area (ft2)  

Asurface =(Item 2 + (2 * Item 5 * Item 6)) * (Item 3 + (2 * Item 5 * Item 6))
 

                                               

8 
Storage volume (ft3) For BMP with a forebay, ensure fraction of 

total storage is within ranges specified in BMP specific fact sheets, see 

Table 5‐6 of the TGD for WQMP for reference to BMP design details 

V =Item 6 / 3 * [Item 4 + Item 7 + (Item 4 * Item 7)^0.5]  

                                               

9 
Drawdown Time (hrs)  Copy Item 6 from Form 2.1 

                       

10 
Outflow rate (cfs) QBMP = (Item 8forebay + Item 8basin) / (Item 9 * 3600)

                       

11 
Duration of design storm event (hrs)

                         

12 
Biotreated Volume (ft3)  

Vbiotreated = (Item 8forebay + Item 8basin) +( Item 10 * Item 11 * 3600)
 

                       

13 
Total biotreated volume from constructed wetlands, extended dry detention, or extended wet detention :               

 (Sum of Item 12 for all BMP included in plan) 
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Form 4.3‐8 Flow Based Biotreatment (DA 1) 

Biotreatment BMP Type 
Vegetated swale, vegetated filter strip, or other comparable proprietary 

BMP 

DA         DMA        

BMP Type            

DA         DMA        

BMP Type            

DA         DMA        

BMP Type              

(Use additional forms 

for more BMPs) 

1 
Pollutants addressed with BMP 

List all pollutant of concern that will be effectively reduced through 

specific Unit Operations and Processes described in TGD Table 5‐5 

                                   

2 
Flow depth for water quality treatment (ft)  

BMP specific, see Table 5‐6 of the TGD for WQMP for reference to BMP 

design details 

                                   

3 
Bed slope (ft/ft)  

BMP specific, see Table 5‐6 of the TGD for WQMP for reference to BMP 

design details 

                                   

4 
Manning's roughness coefficient 

                                   

5 
Bottom width (ft)  

bw = (Form 4.3‐5 Item 6 * Item 4) / (1.49 * Item 2^1.67 * Item 3^0.5) 

                                   

6 
Side Slope (ft/ft)  

BMP specific, see Table 5‐6 of the TGD for WQMP for reference to BMP 

design details 

                                   

7 
Cross sectional area (ft2)  

A = (Item 5 * Item 2) + (Item 6 * Item 2^2) 

                                   

8 
Water quality flow velocity (ft/sec) 

V =  Form 4.3‐5 Item 6 / Item 7 

                                   

9 
Hydraulic residence time (min)  

Pollutant specific, see Table 5‐6 of the TGD for WQMP for reference to 

BMP design details 

                                   

10 
Length of flow based BMP (ft) 

L = Item 8 * Item 9 * 60 

                                   

11 
Water surface area at water quality flow depth (ft2)  

SAtop = (Item 5 + (2 * Item 2 * Item 6)) * Item 10
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4.3.5  Conformance Summary 

Complete Form 4.3‐9 to demonstrate how on‐site LID DCV is met with proposed site design hydrologic source 

control, infiltration, harvest and use, and/or biotreatment BMP. The bottom line of the form is used to describe 

the basis for infeasibility determination for on‐site LID BMP to achieve full LID DCV, and provides methods for 

computing remaining volume to be addressed in an alternative compliance plan. If the project has more than 

one outlet, then complete additional versions of this form for each outlet.   

 

Form 4.3‐9 Conformance Summary and Alternative  

Compliance Volume Estimate (DA 1) 
1 
Total LID DCV for the Project DA‐1 (ft3): 1,623   Copy Item 7 in Form 4.2‐1 

2 
On‐site retention with site design hydrologic source control LID BMP (ft3): 0   Copy Item 30 in Form 4.3‐2 

3 
On‐site retention with LID infiltration BMP (ft3):  1,771    Copy Item 16 in Form 4.3‐3 

4 
On‐site retention with LID harvest and use BMP (ft3): 0    Copy Item 9 in Form 4.3‐4 

5 
On‐site biotreatment with volume based biotreatment BMP (ft3): 0     Copy Item 3 in Form 4.3‐5 

6 
Flow capacity provided by flow based biotreatment BMP (cfs): 0    Copy Item 6 in Form 4.3‐5 

7 
LID BMP performance criteria are achieved if answer to any of the following is “Yes”: 

 Full retention of LID DCV with site design HSC, infiltration, or harvest and use BMP:   Yes    No    
If yes, sum of Items 2, 3, and 4 is greater than Item 1 

 Combination of on‐site retention BMPs for a portion of the LID DCV and volume‐based biotreatment BMP that 

address all pollutants of concern for the remaining LID DCV:  Yes   No   

If yes, a) sum of Items 2, 3, 4, and 5 is greater than Item 1, and Items 2, 3 and 4 are maximized; or b) Item 6 is greater than Form 

4.3‐‐5 Item 6 and Items 2, 3 and 4 are maximized 

 On‐site retention and infiltration is determined to be infeasible and biotreatment BMP provide biotreatment for all 

pollutants of concern for full LID DCV:  Yes    No    
If yes, Form 4.3‐1 Items 7 and 8 were both checked yes 

8 
If the LID DCV is not achieved by any of these means, then the project may be allowed to develop an alternative 

compliance plan. Check box that describes the scenario which caused the need for alternative compliance: 

 Combination of HSC, retention and infiltration, harvest and use, and biotreatment BMPs provide less than full LID DCV 

capture:     

Checked yes for Form 4.3‐5 Item 7, Item 6 is zero, and sum of Items 2, 3, 4, and 5 is less than Item 1. If so, apply water quality credits 

and calculate volume for alternative compliance,  Valt = (Item 1 – Item 2 – Item 3 – Item 4 – Item 5) * (100 ‐ Form 2.4‐1 Item 2)% 

 An approved Watershed Action Plan (WAP) demonstrates that water quality and hydrologic impacts of urbanization 

are more effective when managed in at an off‐site facility:     
Attach appropriate WAP section, including technical documentation, showing effectiveness comparisons for the project site and 

regional watershed 
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Form 4.3‐9 Conformance Summary and Alternative  

Compliance Volume Estimate (DA 2) 
1 
Total LID DCV for the Project DA‐1 (ft3): 5,503   Copy Item 7 in Form 4.2‐1 

2 
On‐site retention with site design hydrologic source control LID BMP (ft3): 0   Copy Item 30 in Form 4.3‐2 

3 
On‐site retention with LID infiltration BMP (ft3): 5,697   Copy Item 16 in Form 4.3‐3 

4 
On‐site retention with LID harvest and use BMP (ft3): 0    Copy Item 9 in Form 4.3‐4 

5 
On‐site biotreatment with volume based biotreatment BMP (ft3): 0     Copy Item 3 in Form 4.3‐5 

6 
Flow capacity provided by flow based biotreatment BMP (cfs): 0    Copy Item 6 in Form 4.3‐5 

7 
LID BMP performance criteria are achieved if answer to any of the following is “Yes”: 

 Full retention of LID DCV with site design HSC, infiltration, or harvest and use BMP:   Yes    No    
If yes, sum of Items 2, 3, and 4 is greater than Item 1 

 Combination of on‐site retention BMPs for a portion of the LID DCV and volume‐based biotreatment BMP that 

address all pollutants of concern for the remaining LID DCV:  Yes   No   

If yes, a) sum of Items 2, 3, 4, and 5 is greater than Item 1, and Items 2, 3 and 4 are maximized; or b) Item 6 is greater than Form 

4.3‐‐5 Item 6 and Items 2, 3 and 4 are maximized 

 On‐site retention and infiltration is determined to be infeasible and biotreatment BMP provide biotreatment for all 

pollutants of concern for full LID DCV:  Yes    No    
If yes, Form 4.3‐1 Items 7 and 8 were both checked yes 

8 
If the LID DCV is not achieved by any of these means, then the project may be allowed to develop an alternative 

compliance plan. Check box that describes the scenario which caused the need for alternative compliance: 

 Combination of HSC, retention and infiltration, harvest and use, and biotreatment BMPs provide less than full LID DCV 

capture:     

Checked yes for Form 4.3‐5 Item 7, Item 6 is zero, and sum of Items 2, 3, 4, and 5 is less than Item 1. If so, apply water quality credits 

and calculate volume for alternative compliance,  Valt = (Item 1 – Item 2 – Item 3 – Item 4 – Item 5) * (100 ‐ Form 2.4‐1 Item 2)% 

 An approved Watershed Action Plan (WAP) demonstrates that water quality and hydrologic impacts of urbanization 

are more effective when managed in at an off‐site facility:     
Attach appropriate WAP section, including technical documentation, showing effectiveness comparisons for the project site and 

regional watershed 
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Form 4.3‐9 Conformance Summary and Alternative  

Compliance Volume Estimate (DA 3) 
1 
Total LID DCV for the Project DA‐1 (ft3): 5,193   Copy Item 7 in Form 4.2‐1 

2 
On‐site retention with site design hydrologic source control LID BMP (ft3): 0   Copy Item 30 in Form 4.3‐2 

3 
On‐site retention with LID infiltration BMP (ft3): 5,452   Copy Item 16 in Form 4.3‐3 

4 
On‐site retention with LID harvest and use BMP (ft3): 0    Copy Item 9 in Form 4.3‐4 

5 
On‐site biotreatment with volume based biotreatment BMP (ft3): 0     Copy Item 3 in Form 4.3‐5 

6 
Flow capacity provided by flow based biotreatment BMP (cfs): 0    Copy Item 6 in Form 4.3‐5 

7 
LID BMP performance criteria are achieved if answer to any of the following is “Yes”: 

 Full retention of LID DCV with site design HSC, infiltration, or harvest and use BMP:   Yes    No    
If yes, sum of Items 2, 3, and 4 is greater than Item 1 

 Combination of on‐site retention BMPs for a portion of the LID DCV and volume‐based biotreatment BMP that 

address all pollutants of concern for the remaining LID DCV:  Yes   No   

If yes, a) sum of Items 2, 3, 4, and 5 is greater than Item 1, and Items 2, 3 and 4 are maximized; or b) Item 6 is greater than Form 

4.3‐‐5 Item 6 and Items 2, 3 and 4 are maximized 

 On‐site retention and infiltration is determined to be infeasible and biotreatment BMP provide biotreatment for all 

pollutants of concern for full LID DCV:  Yes    No    
If yes, Form 4.3‐1 Items 7 and 8 were both checked yes 

8 
If the LID DCV is not achieved by any of these means, then the project may be allowed to develop an alternative 

compliance plan. Check box that describes the scenario which caused the need for alternative compliance: 

 Combination of HSC, retention and infiltration, harvest and use, and biotreatment BMPs provide less than full LID DCV 

capture:     

Checked yes for Form 4.3‐5 Item 7, Item 6 is zero, and sum of Items 2, 3, 4, and 5 is less than Item 1. If so, apply water quality credits 

and calculate volume for alternative compliance,  Valt = (Item 1 – Item 2 – Item 3 – Item 4 – Item 5) * (100 ‐ Form 2.4‐1 Item 2)% 

 An approved Watershed Action Plan (WAP) demonstrates that water quality and hydrologic impacts of urbanization 

are more effective when managed in at an off‐site facility:     
Attach appropriate WAP section, including technical documentation, showing effectiveness comparisons for the project site and 

regional watershed 
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4.3.6  Hydromodification Control BMP 

Use Form 4.3‐10 to compute the remaining runoff volume retention, after LID BMP are implemented, needed to 

address HCOC, and the increase in time of concentration and decrease in peak runoff necessary to meet targets 

for protection of waterbodies with a potential HCOC. Describe hydromodification control BMP that address 

HCOC, which may include off‐site BMP and/or in‐stream controls. Section 5.6 of the TGD for WQMP provides 

additional details on selection and evaluation of hydromodification control BMP. 

 
 
 
 
 

Form 4.3‐10 Hydromodification Control BMPs (DA 1) 

1 
Volume reduction needed for HCOC 

performance criteria (ft3):       
(Form 4.2‐2 Item 4 * 0.95) – Form 4.2‐2 Item 1

 

2 
On‐site retention with site design hydrologic source control, infiltration, and 

harvest and use LID BMP (ft3):    Sum of Form 4.3‐9 Items 2, 3, and 4 Evaluate option 

to increase implementation of on‐site retention in Forms 4.3‐2, 4.3‐3, and 4.3‐4 in excess 

of LID DCV toward achieving HCOC volume reduction
 

3 
Remaining volume for HCOC 

volume capture (ft3): 0  Item 1 – Item 2 

4 
Volume capture provided by incorporating additional on‐site or off‐site retention BMPs 

(ft3): N/A   Existing downstream BMP may be used to demonstrate additional volume capture (if so, 

attach to this WQMP a hydrologic analysis showing how the additional volume would be retained 

during a 2‐yr storm event for the regional watershed) 

5 
If Item 4 is less than Item 3, incorporate in‐stream controls on downstream waterbody segment to prevent impacts due to 

hydromodification     Attach in‐stream control BMP selection and evaluation to this WQMP
 

6 
Is Form 4.2‐2 Item 11 less than or equal to 5%:   Yes    No   

If yes, HCOC performance criteria is achieved. If no, select one or more mitigation options below: 

 Demonstrate increase in time of concentration achieved by proposed LID site design, LID BMP, and additional on‐site or 

off‐site retention BMP    
BMP upstream of a waterbody segment with a potential HCOC may be used to demonstrate increased time of concentration through 

hydrograph attenuation (if so, show that the hydraulic residence time provided in BMP for a 2‐year storm event is equal or greater 

than the addition time of concentration requirement in Form 4.2‐4 Item 15) 

 Increase time of concentration by preserving pre‐developed flow path and/or increase travel time by reducing slope and 

increasing cross‐sectional area and roughness for proposed on‐site conveyance facilities   

 Incorporate appropriate in‐stream controls for downstream waterbody segment to prevent impacts due to 

hydromodification, in a plan approved and signed by a licensed engineer in the State of California    

7 
Form 4.2‐2 Item 12 less than or equal to 5%:   Yes    No   

If yes, HCOC performance criteria is achieved. If no, select one or more mitigation options below: 

 Demonstrate reduction in peak runoff achieved by proposed LID site design, LID BMPs, and additional on‐site or off‐site 

retention BMPs    

BMPs upstream of a waterbody segment with a potential HCOC may be used to demonstrate additional peak runoff reduction 

through hydrograph attenuation (if so, attach to this WQMP, a hydrograph analysis showing how the peak runoff would be reduced 

during a 2‐yr storm event) 

 Incorporate appropriate in‐stream controls for downstream waterbody segment to prevent impacts due to 

hydromodification, in a plan approved and signed by a licensed engineer in the State of California    
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4.4  Alternative Compliance Plan (if applicable) 
Describe an alternative compliance plan (if applicable) for projects not fully able to infiltrate, harvest and use, 

or biotreat the DCV via on‐site LID practices. A project proponent must develop an alternative compliance plan 

to address the remainder of the LID DCV. Depending on project type some projects may qualify for water 

quality credits that can be applied to reduce the DCV that must be treated prior to development of an 

alternative compliance plan (see Form 2.4‐1, Water Quality Credits). Form 4.3‐9 Item 8 includes instructions on 

how to apply water quality credits when computing the DCV that must be met through alternative compliance. 

Alternative compliance plans may include one or more of the following elements: 

 On‐site structural treatment control BMP ‐ All treatment control BMP should be located as close to 

possible to the pollutant sources and should not be located within receiving waters; 

 Off‐site structural treatment control BMP ‐ Pollutant removal should occur prior to discharge of runoff to 

receiving waters; 

 Urban runoff fund or In‐lieu program, if available 

Depending upon the proposed alternative compliance plan, approval by the executive officer may or may not be 

required (see Section 6 of the TGD for WQMP).
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Section 5  Inspection and Maintenance Responsibility  
for Post Construction BMP 

 

All BMP included as part of the project WQMP are required to be maintained through regular scheduled 

inspection and maintenance (refer to Section 8, Post Construction BMP Requirements, in the TGD for WQMP). 

Fully complete Form 5‐1 summarizing all BMP included in the WQMP. Attach additional forms as needed. The 

WQMP shall also include a detailed Operation and Maintenance Plan for all BMP and may require a 

Maintenance Agreement (consult the jurisdiction’s LIP). If a Maintenance Agreement is required, it must also 

be attached to the WQMP.  

Form 5‐1 BMP Inspection and Maintenance 

BMP 
Reponsible 

Party(s) 

Inspection/ Maintenance 

Activities Required 

Minimum Frequency 

of Activities 

Education of 

Property 

Owners 

Property 

Owner 

Property owner shall receive a copy of this WQMP 

including an educational packet with information 

on “good housekeeping”, BMP maintenance and 

listing those activities that are allowed and those 

that are not.  

Upon Grading 

Permit issuance 

and any sale of 

property 

thereafter. 

Activity 

Restrictions 

Property 

Owner 

Property owner shall receive a copy of this WQMP  

listing those activities that are allowed and those 

that are not.  

Upon Grading 

Permit issuance 

and any sale of 

property 

thereafter. 

Street Sweeping 

Private Streets 

and Parking Lots 

(SC‐43) 

Property 

Owner 

Parking lots and paved drive aisles shall be swept 
quarterly to prevent sediment, garden waste, and 
trash, or other pollutants from entering onsite 
drains and public storm channels. Sweeping will be 
done by a landscape contractor or other contractor 
provided by the owner. 

Swept quarterly or 

as necessary after a 

rain event to 

prevent sediment 

from being tracked 

onto offsite 

streets. 

(S1) 
Provide Storm 
Drain System 
Stenciling and 

Signage 
(SD‐13) 

Storm Drain 
Signage 

Property 
Owner 

The painted message or disk shall be inspected 
annually & repainted/replaced as necessary. 

Shall be inspected 
annually and 
repainted as 
necessary. 
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Infiltration 
Basins (TC‐11) 

Property 
Owner 

Inspect and maintain to ensure that water 
infiltrates into the subsurface completely within 48 
hours or less and that vegetation is carefully 
managed to prevent creating mosquito and other 
vector habitats.  
 
Identify potential problems such as erosion of the 
basin side slopes and invert, standing water, trash 
and debris and sediment accumulation. 

Schedule 
semiannual 

inspections for 
beginning and end 
of the wet season  

Remove accumulated trash and debris in the basin. 
Bi‐weekly 

Inspect for standing water.  
 
If erosion is occurring within the basin, repair or 
replace rip rap, resurface or revegetate immediately 
and stabilize with an erosion control mulch or mat 
until vegetation cover is established. 
 

After all storm 
events 

 
 

On‐site private 

and common 

area Catch Basin 

Inspection 

Drain Insert 

(MP‐52) 

Property 

Owner 

There are not any onsite catch basins proposed. 

 

Landscape 

Maintenance 

(SC‐73) 

Property 

Owner 

Landscape crews shall inspect the irrigation system 
and shall report all drainage problems to the 
owner. Inspect irrigation system to ensure that the 
right amount of water is being applied and that 
excessive runoff is not occurring. Minimize excess 
watering, and repair leaks in the irrigation system 
as soon as they are observed. Inspect 
pesticide/fertilizer equipment and transportation 
vehicles. All routine landscaping maintenance shall 
be done in conformance with City and County 
Ordinances 
 

Inspected during 

each scheduled 

landscape service 

Litter and 

Debris Control 

Program (SD‐32)    

Trash Storage 

Areas 

Property 

Owner 

A program shall be implemented to pick up litter, 
pet and potential wild animal fecal matter and 
sweep and clean the trash enclosure on a daily 
basis. Litter and debris will be picked up by the 
maintenance/landscape contractor on at least a 
weekly basis. Onsite manager/employees are to be 
instructed to be visually aware of improperly 

Trash enclosure 
should be kept 
clean from litter 
and be swept on a 
daily basis. Lids to 
be inspected 
weekly. Trash to 
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disposed or dumping of litter and debris. All 
dumpsters will have lids installed and will be 
inspected weekly to ensure that the dumpsters 
remain covered and leak‐proof. The owner shall 
contract with a refuse company to have the 
dumpsters emptied on a weekly basis, at a 
minimum. 

be removed by 
refuse company 
weekly. 

Roof Runoff 

Controls (SD‐11) 

Property 

Owner 

The owner will ensure that roof drain outlets are 

unobstructed and free of any debris. Inspect 

connections to storm drain system if conncected 

and verify tight connections and no leakage. If not 

connected to the storm drain system verfiy the 

splash block of other energry dissipator is in place 

and functional. Check landscapee plantings are not 

damanged and there is no erosion. Repair/replace 

if necessary. 

Upon issuance of 

first Certificate of 

Occupancy and at 

the beginning of 

October each year 

and after each 

storm there after 

Efficient 

Irrigation (SD‐12) 

Property 

Owner 

The owner will replace or repair any damaged or 

broken components of the irrigation system. 

Check and re‐calibrate as necessary moisture 

sensors, rain shut off valves and  segment timing 

to minimize runoff of excess irrigation. 

Upon issuance of 

first Certificate of 

Occupancy and 

weekly thereafter 

Employee 

Training and 

Education 

Program 

Property 

Owner 

Employees shall be trained in the proper care of 

the drainage facilities and their maintenance and 

spill prevention and cleanup by a qualified 

instructor in water quality management. Training 

shall occur within 3 months of employment and 

annually thereafter. Employees shall be provided 

with a copy of all applicable BMP details for their 

use 

Within 3 months 

of hiring and 

yearly thereafter 
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Section 6  WQMP Attachments 
 

6.1.  Site Plan and Drainage Plan  
Include a site plan and drainage plan sheet set containing the following minimum information: 

6.2  Electronic Data Submittal 
Minimum requirements include submittal of PDF exhibits in addition to hard copies. Format must not require 

specialized software to open. If the local jurisdiction requires specialized electronic document formats (as 

described in their local Local Implementation Plan), this section will describe the contents (e.g., layering, 

nomenclature, geo‐referencing, etc.) of these documents so that they may be interpreted efficiently and 

accurately. 

6.3  Post Construction  
Attach all O&M Plans and Maintenance Agreements for BMP to the WQMP. 

6.4  Other Supporting Documentation 
 Soil Infiltration Report 

 Site Photos 

 Point Precipitation 

 BMP Educational Materials 

 Activity Restriction – C, C&R’s & Lease Agreements 
 

 

 

 

 

 Project location 

 Site boundary 

 Land uses and land covers, as applicable 

 Suitability/feasibility constraints 

 Structural Source Control BMP locations 

 Site Design Hydrologic Source Control BMP locations 

 LID BMP details 

 Drainage delineations and flow information 

 Drainage connections 
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Appendix A 

Existing Condition Site Photos 
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South of site looking north 

 

Southwest corner of site looking northeast 
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West line of site looking north 

 

West line of site looking east 
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West line of site looking southeast 
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Appendix B 

Point Precipitation 



 

    6‐7 
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Appendix C 

Infiltration Report 
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APPENDIX D 

Restricted Activities List 
 
Occupants of this project shall not engage in these activities on this property. 

 
1. Vehicle or trailer repair or maintenance. 

 
2. Vehicle or trailer washing of exterior surfaces. Interiors may be “dry” cleaned. 

 
3. Outdoor storage of any hazardous materials. 

 
4. Any activity that would violate the City’s ordinances or this WQMP will not be allowed. 
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APPENDIX E 
 

BMP FACT SHEETS 
 

Fact Sheets will be inserted for the Final WQMP 
 
SC-10  Non-Stormwater Discharges 
SC-11  Spill Prevention, Control & Cleanup 
SC-21  Vehicle and Equipment Cleaning 
SC-22  Vehicle and Equipment Repair 
SC-32  Outdoor Equipment Operations 
SC-34  Waste Handling and Disposal 
SC-40  Contaminated or Erodible Areas 
SC-41   Building & Grounds Maintenance 
SC-42  Building Repair & construction 
SC-43  Parking Area Maintenance 
SC-44  Drainage System Maintenance 
SC-60  Housekeeping Practices 
SC-73  Landscape Maintenance 
SD-10  Site Design & Landscape Planning 
SD-11  Roof Runoff Controls 
SD-12  Efficient Irrigation 
SD-13  Storm Drain Signage 
SD-32  Trash Storage Areas 
SD-34  Outdoor Material Storage Areas 
TC-11  Infiltration Basin 
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APPENDIX F 
Operation and Maintenance Plan 

 
Responsible Party Information: 
  

GrandT-1 Inc 
1040 South Mount Vernon Avenue, Suite G-285 
Colton, CA 92324 
 
Contact Person: Patrick O’Brian 
(909) 319-2106 

 
 

BMP 
Responsible 

Party 

 
Description of O & M Activities Implementation Date 

and Frequency 

Education of Property 
Owners (SC-60 
Housekeeping 
Practices) 

Property Owner 

Along with the lease agreement, property 
owners/leasees shall receive an educational 
packet with information on “good housekeeping”, 
BMP maintenance and listing those activities that 
are allowed and those that are not.  

Upon certificate of occupancy 
and leases of property for 
storage activities and once per 
year there after 

Activity Restrictions Property Owner 

Property owners/leasees shall receive a packet 
listing those activities that are allowed and those 
that are not. See list in Appendix D 

Upon lease of property and 
once per year there after 

Employee 
Training/Education 
Program 

Property Owner 

Employees shall be trained in the proper care of 
the drainage facilities and their maintenance and 
spill management by a instructor in water quality 
management. Training shall occur within 3 months 
of employment and annually thereafter. 
Employees shall be provided with a copy of all 
applicable BMP details for their use 

Within 3 months of hiring and 
yearly thereafter 
 
 

Street Sweeping 
Private Street and 
Parking Lots (SC-43) 

Property Owner 

Parking lots shall be swept quarterly to prevent 
sediment, garden waste, and trash, or other 
pollutants from entering onsite drains and public 
storm channels. Sweeping will be done by a 
landscape contractor or other contractor provided 
by the owner. 

Street sweeping will begin with 
the issuance of the first 
certificate of occupancy. Swept 
quarterly or as necessary to 
remove accumulated sediment 
thereafter. 

Water Quality 
Infiltration Basins 

Property Owner 

Inspections and maintenance are necessary to 
ensure that water infiltrates into the subsurface 
completely (recommended infiltration rate of 48 
hours or less) and that vegetation is carefully 
managed to prevent creating mosquito and other 
vector habitats.  

Inspect the areas along the pavement for erosion 
of the shoulders and the pavement edge 
conditions are in good repair. Conduct routine 
inspections for trash or other debris that may be 
blocking the inlet tor outlet pipes. Inspect side 
slopes, berms and spillways for erosion. Check for 
dewatering, noticeable odors, presence of algae or 
aquatic vegetation.  Permeable surfaces 

Schedule semi-annual 
inspections for beginning and 
end of the wet season to identify 
potential problems such as 
erosion of the basin side slopes 
and invert, standing water, trash 
and debris, and sediment 
accumulation. 
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maintained in good condition. 

Remove accumulated trash and debris in the 
basin at the start and end of the wet season. 
Inspect for standing water at the end of the wet 
season. Trim vegetation at the beginning and end 
of the wet season to prevent establishment of 
woody vegetation and for aesthetic and vector 
reasons. If erosion is occurring within the basin, 
repair or replace rip rap, resurface immediately 
and stabilize with an erosion control mulch or mat 
until vegetation cover is established. 

Landscape 
Maintenance (SC-73) 

Property Owner 

Landscape crews shall inspect the irrigation 
system and shall report all drainage problems to 
the owner. Inspect irrigation system to ensure that 
the right amount of water is being applied and that 
excessive runoff is not occurring. Minimize excess 
watering, and repair leaks in the irrigation system 
as soon as they are observed. Inspect 
pesticide/fertilizer equipment and transportation 
vehicles. All routine landscaping maintenance 
shall be done in conformance with City and 
County Ordinances 

Inspected during each 
scheduled landscape service 

Litter and Debris 
Control Program 
(SD-32)    Trash 
Storage Areas 

Property Owner A program shall be implemented to pick up litter, 
pet and potential wild animal fecal matter and 
sweep and clean the trash enclosure on a daily 
basis. All dumpsters will have lids installed and will 
be inspected weekly to ensure that the dumpsters 
remain covered and leak-proof. The owner shall 
contract with a refuse company to have the 
dumpsters emptied on a bi-weekly basis, at a 
minimum. 

Trash enclosure should be kept 
clean from litter and be swept 
on a daily basis. Lids to be 
inspected weekly. Trash to be 
removed by refuse company bi-
weekly. 

Roof Runoff Controls 
(SD-11) 

Property Owner The owner will ensure that roof drain outlets are 
unobstructed and free of any debris. Inspect 
connections to storm drain system if connected 
and verify tight connections and no leakage. If not 
connected to the storm drain system, verify the 
splash block of other energy dissipator is in place 
and functional. Check landscape plantings are not 
damaged and there is no erosion. Repair/replace if 
necessary. 

Upon issuance of first Certificate 
of Occupancy and at the 
beginning of October each year 
and after each storm there after 

Efficient Irrigation 
(SD-12) 

Property Owner The owner will replace or repair any damaged or 
broken components of the irrigation system. 
Check and re-calibrate as necessary moisture 
sensors, rain shut off valves and segment timing 
to minimize runoff of excess irrigation. 

Upon issuance of first Certificate 
of Occupancy and weekly 
thereafter 

Storm Drain 
Stenciling and 
Signage (SD-13) 

Property Owner 

The painted message or disk shall be inspected 
annually & repainted/replaced as necessary. 

Shall be inspected annually and 
repainted/replaced. 
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Spill Prevention and 
Cleanup (SC-11) 

Property Owner 

Spill cleanup if axle lubricant oil or other materials 
or fuels are spilled. A brightly marked barrel of 
absorbent materials will be located near the 
parking area. Used absorbent material is removed 
promptly so as to not be washed down to the 
storm drain. A supply of dry absorbent materials 
such as Oil-Dri, Speedi-Dry, cat litter or spill kit will 
be made available.  

Spill Prevention is a continuous 
ongoing activity. Any spill that 
does occur, shall include 
notification of the property 
manager and cleanup 
performed as soon as practical.  

Uniform Fire Code 
Property Owner 
and Contractors 

All fire code requirements will be implemented. 
This project is a semi-trailer storage project and 
should not and is not anticipated to be handling 
hazardous material subject to Articale 80. The 
listed project activities do not include hazardous 
materials storage, therefore Article 80 of the 
Uniform Fire Code would not be applicable. 
However, maintenance contractor’s and other 
personnel or contractors that work with cholrine, 
compressed gases or other hazardous materials 
will be required to comply with Article 80 of the 
Uniform Fire Code and Part V “Hazardous 
Materials” of the California Fire Code. 

Upon occupancy, annually 
thereafter and as necessary to 
comply with Article 80. 

Other NPDES 
Permits 

Property Owner 

NPDES General Construction Activities Permit to 
be complied with by filing a “Notice of Intent” and 
SWPPP with the State Water Quality Control 
Board and obtaining a WDID Discharge Permit 
Number prior to commencement of construction 
activites covered under this permit. 

SWPPP needs to be kept on-
site. Temporaty construction 
BMPs to be inspected weekly 
and repaired within 72 hours. 
The project shall comply with 
the requirements of the 
Industrial General Stormwater 
Permit if applicable. 

  

  

 

 
  
 
 



 

    6‐15 
 

RECORD OF BMP IMPLEMENTATION, MAINTENANCE AND INSPECTION 
 
 
 

      Today’s Date: _________________________________ 
 
               Name of Person Performing Activity (Printed): _________________________________ 
 
                      Signature: _________________________________ 
 
 
 

BMP Name 
(As Shown in O&M Plan) 

Brief Description of Implementation, Maintenance and 
Inspection Activity Performed 
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APPENDIX G 
 
 

Spill Prevention and Cleanup Plan Guide for Fleet Yards 
 

Purpose 

The purpose of this document is to present a simple guide for developing a spill prevention 
and cleanup plan for City of Grand Terrace Fleet Yards. This guide takes into consideration 
the requirements of the City’s Water Quality Management Ordinance. The purpose of this 
ordinance is to protect our local water quality. As owner/operator, you are responsible for 
actions, incidents, or conditions which occur on your property and for complying with the 
ordinance.  

Spill Prevention and Cleanup Plans 

Effective spill prevention and cleanup plan consist of the following components: 

 List of potential sources of pollutants 

 Best management practices to prevent stormwater pollution and accidental spills/discharges 

 Emergency contact information, notification procedures, and procedures for 
cleanup of spills and discharges of pollutants 

 Employee training 

 Tenant notification to manager of any leaks, spills or discharges. 

 
Potential Sources of Pollutants 

The following are typical sources of pollutants that occur on residential rental properties: 

 Sewage spills resulting from pipe failures, grease and rag blockages, pump 
failures, and improper connections. 

 Semi-Tractor and trailer fluid spills (used motor oil, antifreeze, lubricants, & solvents) 
from leaky vehicles and activities associated with auto repair/maintenance (oil 
changes, engine work, etc.). 

 Wash water discharges from vehicle washing activities. 

 Heating oil discharges from leaking above ground storage tanks. 

 Improper disposal of yard wastes (leaves and grass clippings) to the drainage system. 
 
 
Best Management Practices (BMPs) to Prevent Stormwater Pollution and Accidental 
Spills/Discharges 

 Some of the practices that will help prevent spills and discharges are: 
 Frequently maintain and inspect the property’s sewer collection system. 

 Routinely inspect parking lots and other outdoor areas for automotive fluid spills 

 Establish a written policy that either prohibits vehicle maintenance activities onsite or limits 
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the activity to a specific area where potential discharges can be contained (such as an 
enclosed bay). 

 Acquire a spill cleanup kit that addresses tractor and trailer fluid discharges and 
discharges of other types of chemicals that are stored and/or used onsite will be kept 
onsite for access by leasees, employees and contract maintenance personnel. (See 
typical absorbent material attached) 

 Educate maintenance crew regarding proper disposal and/or recycling of yard wastes 
(leaves and grass clippings). 

 Immediately cleanup up any spills upon discovery and properly dispose of wastes. 

 Prohibit vehicle/trailer washing on the site. Prohibit mobile vehicle washers that do not 
contain wastewater. 

 
Emergency Contact Information 

Develop and routinely update an emergency contact list. For each contact make sure to include: 

 Primary and secondary contact person’s name 

 Name and address of company or organization represented 

 Primary office number and after-hours emergency contact number(s) 

To address potential sewage discharges, Fleet Yards should keep the following contacts: 

 2 plumbing contractors 

 2 environmental cleanup contractors 

 Local plumbing supply store(s) 

To address potential truck and trailer fluid and other pollutant discharges, Fleet Yards should 
keep the following contacts: 

 2 environmental cleanup contractors 

 Local vendors of containment and cleanup products 

 Contractor for proper disposal of these wastes. 
 
Cleanup Procedures for Spills/Discharges 

Cleanup procedures should address each potential source of pollution on your property. 

 

 Check for unsafe conditions. Do not attempt cleanup if there is a safety risk. Instead, 
call a professional cleanup company. 

 If deemed safe, clean spills up immediately and completely. 

 Used absorbent materials should be picked up and properly disposed of as soon as 
possible. (Never wash and/or dispose of used absorbents down floor drains or into the 
storm drainage system.) 

 Obtain emergency spill containment and cleanup kits that are appropriate for the 
type and quantities of chemical or goods stored at the facility. 

 Do not use emulsifiers or dispersants for cleaning up chemical spills. 
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Employee Training 

Provide regular training to field employees and/or contractors regarding cleaning of paved areas 
and proper operation of equipment. Train employees and contractors in proper techniques for 
spill containment and cleanup. Use a training log or similar method to document training. 

All employees in the operation should have a general understanding of this document. The 
rationale is simple: the more people trained in spotting problems, the more prepared the 
operation can be to either prevent or respond to them. Maintenance/landscape contractors should 
have a thorough understanding of this document. It is important to maintain records of which 
employees have been trained. These records should be kept on file by the owner/manager. 
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Typical Absorbent Material for Spill Cleanup Kit  
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APPENDIX H 
 

 
STORMWATER TREATMENT DEVICE AND CONTROL 

MEASURE ACCESS AND MAINTENANCE AGREEMENT 
 

To be provided with Final WQMP Document 
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APPENDIX I 
 

WQMP Site Plan and Existing Condition BMP Map 
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APPENDIX J 
 

GRADING PLANS 
 

To be provided with Final WQMP Document 
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APPENDIX  K 
 

 
LANDSCAPE PLANS 

 
To be provided with Final WQMP Document 

 
 


